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WATER & WASTEWATER SHEET INDEX

LOCATION DESIGN SHEETPIDNO.

411Q-1691, Sh. 122-124

411Q-0249, Sh. 003-005

411Q-0271, Sh. 004-010

411Q-0696, Sh. 019-021

411Q-0513, Sh. 003-004

411Q-2001, Sh. 480-481

411Q-2001, Sh. 483-484

411Q-0696, Sh. 022-024

411Q-0696, Sh. 025-026

411Q-0981, Sh. 044-051

411Q-1902, Sh. 178-180

411Q-2001, Sh. 485

411Q-1250C  Sh. 096-097

411Q-1250C   Sh. 098

411Q-1761   Sh. 176-177

411Q-1754   Sh. 045-046

411Q-1695   Sh. 028-029

411Q-1696   Sh. 012

411Q-1246  Sh. 170

411Q-1246  Sh. 171-173

411Q-1696    Sh. 018

411Q - 0249 Sh. 006

November, 2020
Construction Contract No. :  20 - 473 / 474

27. 6508 411Q-2001, Sh. 482
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2963 Mockingbird Lane 411Q-1696  Sh. 013-017
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4779 Lingo Lane 411Q-1754   Sh. 047

12

2933 Chiswell Road 411Q-1761   Sh. 184-188
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Alley between Clary Drive and Northwest Pkwy.
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GENERAL NOTES

GENERAL

TRAFFIC CONTROL

GENERAL LEGENDS

PAVEMENT REPLACEMENT

TREES AND LANDSCAPING

WATER MAIN AND APPURTENANCES

WASTEWATER MAIN AND APPURTENANCES

GENERAL

PAVEMENT

STORM DRAINS

Exist. Storm Drain

Exist. Storm Manhole

Exist. Storm Inlet

Prop. Storm Drain

Prop. Storm Manhole

Prop. Storm Inlet

UTILITIES

Standard Construction Details and all addenda thereto.   NO SEPARATE PAY ITEM.

restored to the same or improved condition as per City Of Dallas Specifications For  Public Works Construction,  

All  disturbed pavement markings including, but not limited to, striping, traffic buttons and crosswalks shall be 

& Transportation,  Pavement Cuts & Repair Standards Manual,  Latest Edition.

Sawcut,  remove and replace pavements, sidewalks, curbs and gutters shall conform to City Of Dallas Public Works 

by the contractor at his expense. 

Inspector.   Any trees or landscaping that are damaged or removed during the construction shall  be replaced 

Contractor shall  not damage or remove any trees or landscaping unless otherwise authorized by the City of Dallas

Water services greater than 30 feet shall be a minimum of one (1) inch in diameter.

services up to the meter prior to killing existing main.

The Contractor shall verify the location and number of all existing active water services and construct new 

The Contractor shall coordinate all water main tie-ins with the City of Dallas Inspector.

NO SEPARATE PAY ITEM.

Abandon all water valves on existing mains being killed as per DWU Standard Drawing #219.   

NO SEPARATE PAY ITEM.

present a cave-in danger to a new ditch; therefore, precautions should be taken by the Contractor.   

Backfill made on break repairs to existing water mains may have been made with crushed rock.   This could

required by the City of Dallas Project Inspector, otherwise they become the property of the Contractor.

lines are to be removed and delivered to DWU Distribution Division at 4120 Scottsdale Street Dallas, Texas  if 

All fire hydrants shall be installed as per DWU Standard Drawing #224.   Existing fire hydrants on killed water 

given time.

The Contractor shall  sequence his construction such that no more than one fire hydrant is out of service at any 

 

The Contractor will ensure that fire hydrants are accessible to fire trucks at all times.  NO SEPARATE PAY ITEM.

NO SEPARATE PAY ITEM.

to be in service with the fire hydrants until the new water main has been tested, approved and accepted by DWU.  

If no temporary mains are required by the City of Dallas Inspector, then the existing water mains are 

NO SEPARATE PAY ITEM.

sides of the street until the new water main has been completed, tested, approved, and accepted by DWU.   

If required by the City of Dallas Inspector, the Contractor shall install temporary water lines on both 

as per DWU Standard Drawings #229-234, in addition to restrained joints.

All bends, tees fire hydrants and plugs are to be restrained type fittings and to be blocked with Class "B" Concrete 

shall be poly-wrapped.

Compact fittings are not authorized for this project.  All ductile iron pipe, fittings and fire hydrant bases 

street and five (5) feet of cover in an unimproved street or alley.

All water mains with no profiles shall have a minimum cover of four (4) feet below street grade in an improved 

All 6", 8" and 12" water mains shall be PVC C900 (DR-14) water pipe, with Class "C+" embedment, except as noted.

NCTCOG Specification Item 6.2.10(G).  NO SEPARATE PAY ITEM.

The backfill around manholes located in existing or new pavement shall be flowable backfill as per 

testing maybe required at no additional cost to the owner.

the wastewater main to the property line with cleanouts and reconnect to the existing laterals.   Dye 

The Contractor shall verify the location of all wasterwater laterals and construct new laterals from 

Abandon all manholes on abandoned wastewater mains.

The Contractor shall  maintain existing wastewater flow at all times.   NO SEPARATE PAY ITEM.
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TOPOGRAPHIC FEATURES
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Exist. 6" Water Main

Exist. 8" to 27" Water Main

Exist. 30" or Larger Water Main

Prop. 6" Water Main

Prop. 8" to 27" Water Main

Prop. 30" or Larger Water Main

Future Water Main

Exist. Water Meter

Exist. Water Manhole

Exist. Water Vault

Exist. Fire Hydrant

Prop. Water Manhole

Prop. Water Vault

Prop. Fire Hydrant

Exist. 11.25° Fitting

Exist. 22.5° Fitting

Exist. 6" to 27" Wastewater Main

Exist. 30" or Larger Wastewater Main

Prop. 6" to 27" or Larger Wastewater Main

Prop. 30" or Larger Wastewater Main

Exist. Wastewater Manhole

Exist. Wastewater Access Device

Exist. Wastewater Cleanout

Prop. Wastewater Manhole

Prop. Wastewater Access Device

Prop. Wastewater Cleanout

Remove & Replace Exist. Manhole
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Exist. Gravel 

Exist. Asphalt 

Exist. Brick 

Exist. Concrete 

Prop. Pavement

Exist. Gas Line

Exist. Gas Manhole

Exist. Underground Electric Line

Exist. Overhead Electric Line

Exist. Electric Pad Mounted Transformer

Exist. Electric Power Pole

Exist. Electric Pole Anchor

Exist. Electric Utility Manhole

Exist. Electric Vault

Exist. Telephone Line

Exist. Telephone Utility Manhole

Exist. Telephone Pedestal

Exist. Fiber Optic Line

Exist. Fiber Optic Manhole

Exist. Cable TV Line

Exist. Cable TV ManholeC

CATV

WATER MAINS & APPURTENANCES

WASTEWATER MAINS & APPURTENANCES

PROJECT CONTACTS
BM

CP

IPF
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BH

Benchmark

Control Point

Iron Pin Found

Iron Pin Set

Exist. ROW

Prop. ROW

ROW Centerline

Alley ROW

Exist. Easement

Prop. Easement

Corporation Line Marker

Exist. Structure/Building

Prop. Structure/Building

Bank/Slope Line

Flow Line/Stream Line

Bore Hole
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Exist. 45° Fitting

Exist. 90° Fitting

Exist. Reducer

Exist. Tee

Exist. Tapping Sleeve

Exist. Cross

Exist. Plug

Exist. Blind Flange

Cut & Plug

Prop. 11.25° Fitting

Prop. 22.5° Fitting

Prop. 45° Fitting

Prop. 90° Fitting

Prop. Reducer

Prop. Tee

Prop. Tapping Sleeve

Prop. Plug

Prop. Blind Flange

Exist. Gate Valve

Exist. High/Low Valve

Exist. Check Valve

Exist. Flush Point

Exist. Air Valve

Exist. Cathodic Test Station

Prop. Gate Valve

Prop. High/Low Valve

Prop. Check Valve

Prop. Flush Point

Prop. Air Valve

Prop. Cathodic Test Station
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Brush,   Shrub,   Wood

Swamp

Mail Box

Bollards

Irrigation Control Valve

Chain Link/Other Fence

Wood Fence

Wrought Iron Fence

Brick Wall

Concrete Wall

Retaining Wall

Parking Meter

Traffic Sign

Traffic Signal Pole

Street Lamp

Railroad, Each Track

S

P

ADVANCE METERING INFRASTRUCTURE 

Operation (MRO) Technician.

or otherwise disturb AMI meter endpoint components unless otherwise directed by the DWU Meter Reading 

Caution! Advanced Metering Infrastructure (AMI) Meters in the area. Contractor shall not remove, damage, 

smaller.  NO SEPARATE PAY ITEM.

AMI Areas.  Contractor shall also return the existing AMI lids from existing AMI Area to DWU MRO for meters 2" or

Contractor shall  install AMI meter lids for water meters 2" and smaller in all Existing AMI and Proposed

meter vault as specified on the plans.

For meters 3" or larger, the contractor shall either connect to the existing meter vault or construct a new

Contractor shall be liable for the replacement cost of any lost or damaged AMI Components.

AMI-Ready meter shall be replaced with an AMI-Ready meter by DWU.

All Meters in the Proposed and Existing AMI area shall be AMI-Ready Meter As Furnished By DWU.  A non 6.

5.

4.

3.

2.

1.   

If Any AMI Components shall be disconnected, reconnected, removed, or installed.

Contractor shall contact MRO five (5) working days in advance at 214-670-5537 and Email: DWUMRO@dallascityhall.com.  

GENERAL NOTES

DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

411Q 0249

CONTRACT NO. 20-473/474

FILE NUMBER

2021

WATER AND WASTEWATER MAIN

REPLACEMENTS AT VARIOUS LOCATIONS

CRIADO CRIADO

access locations.  Additional signs may be necessary if there is a detour. NO SEPARATE PAY ITEM. 

If not, specific signs along with business name and direction arrow(s) shall be used for any temporary 

Vehicular ingress and egress (entrance and exit) to a business property shall be maintained at all time.  

NO SEPARATE PAY ITEM.

Contractor shall maintain access to private driveways at all times during construction.   

Departments.   Please contact Gary Hughes at (214) 670-5662 or mobile (469) 559-4538 to notify traffic restrictions.

When closing side streets, two working days notification is required for Fire, Police, Streets and Sanitation 

NO SEPARATE PAY ITEM.

All  barricades, warning signs and traffic control devices shall conform to the City Of Dallas standards. 

as necessay.

Two - way traffic shall be maintained at all  times and flagmen should be used to maintain two-way traffic 

(469) 559-4538, City Of Dallas Public Works & Transportation.

The Contractor shall coordinate all  traffic variances with Traffic Safety Coordinators at (214) 670-5662 or

the City of Dallas Inspector.

The diversion of pedestrians and vehicles during the progress of the work shall be in a manner satisfactory to 

as necessary.   NO SEPARATE PAY ITEM.

Latest Edition and the TXDOT Texas Manual On Uniform Traffic Control Devices (TMUTCD), Latest Version 

The Contractor shall develop a traffic control plan in accordance with the City Of Dallas Traffic Barricade Manual,

8.

7.

6. 

5.  

4. 

3.

2.   

1.   

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

CITY OF DALLAS PW&T - TRAFFIC CONTROL: (214) 670-6904

(214) 948-4022CITY OF DALLAS PW&T - STORMWATER:

(214) 948-4290CITY OF DALLAS PW&T - STREET CUTS:

 (214) 670-8003DWU WASTEWATER COLLECTION DIVISION:

(214) 670-8007DWU DISTRIBUTION DIVISION:

DWU PROJECT MANAGER: DANIEL ATAMBO (214) 948-4521

- Standard emergency condition for the discovery of threatened and endangered species.

- Standard emergency condition for the discovery of cultural resources.

The project also must comply with the following conditions:

local Floodplain Administrator National Flood Insurance Programs.

Prior to construction activities within 100-year floodplain, a floodplain permit, or exemption must be obtained from the

required prior to clearing or construction activities.

not qualify under a nationwide permit, then the appropriate permit from the U.S. Army Corps of Engineers would be

compliance with Nationwide Permit 12-Utility Line Activities. If project activities within potential water of the U.S. would

Pipeline crossings of all potential waters of the U.S. will be performed using trenchless technology, or if open trench, in

repairs incorporated in these plans must be produced in the United States.

Control Act, including federal appropriation acts. All iron and steel products for construction, alteration, maintenance, or

This project is subject to the American Iron and Steel (AIS) requirements of Section 608 of the Federal Water Pollution

workspace as defined by the City of Dallas Inspector.

No machinery, construction access or storage shall be allowed on park property beyond the limits of the temporary 

Power poles may have to be braced at the Contractor's expense.

utilities.  NO SEPARATE PAY ITEM.

The Contractor shall support telephone conduits, storm drains, water and wastewater mains when going under said 

resulting from the Contractor's operation shall be restored at his expense.

The Contractor shall preserve and protect all existing utilities at all times during construction. Any damage to utilities 

companies 48 hours prior to locating existing utilities and/or construction activities.

The Contractor shall contact Texas Excavation Safety System (800-DIG-TESS: 800-344-8377) and relevant utility 

(including ordering pre-cast manholes and concrete pipe if applicable.   NO SEPARATE PAY ITEM

The Contractor shall verify exact locations, sizes and depths of existing utilities before begining construction 

and utility company records, are considered approximate.   The Engineer does not certify that all utilities are shown.   

The location, elevations and dimensions of existing utilities shown on the plans as obtained from The City of Dallas 

documents which are not listed as a pay item in the proposal shall  be considered subsidiary.

All  items of work required to complete the work as shown or implied by the plans and as specified in the contract 

Construction 2015 Edition (OCT,  2015).

Reference to standard drawings shall  mean those shown in the DWU Standard Drawings for Water & Wastewater 

to these specifications.

Specifications for Public Works Construction (Version 04, OCT, 2004) and City of Dallas Addendum  (OCT, 2011)

All  work shall  be done in accordance with the North Central Texas Council Of Governments (NCTCOG) Standard 

13.

12.

11.

10.

9. 
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0'

Vertical Scale: 1" = 6'

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ TELEPHONE !

Contact S.B.C.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377
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CAUTION ~ POWER !

Contact TXU Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377
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8" on 1.15%

8" on 0.38%
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@ C OF PIPE

EXIST PAVEMENT GRADE

L

REPLACE 8" WASTEWATER MAIN

REMOVE EX. 8" W.W. BUILT 1958 & 1970

COLE MT DALLAS TX LLC

Overhead & Underground Electrical In Area

PID 5553

WITH ASPHALT OVERLAY

EXIST CONCRETE PAVEMENT

EX 6" on 0.38%

EX 6" on 0.40%

Overhead & Underground Telephone In Area 
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KILL EX. 2" C.I. WATER (411Q-1250C, SH. 13, W-454, SHT.22)

Point Northing Easting Elev. Description
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X CUT

CITY OF DALLAS BENCHMARK BM 38-C-1S

GASTON PARKWAY - WYATT STREET

STD. WATER DEPARTMENT BENCH MARK SET IN CONCRETE

CURB AT MIDPOINT ON THE NORTHEAST CORNER OF THE INTERSECTION

ELEV = 570.83

GASTON PARKWAY - MAYFAIR BLVD.

CITY OF DALLAS BENCHMARK BM 35-D-5S

STD. WDBM ON CONCRETE CURB CENTER OF RADIUS OF NORTHEAST
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ELEV = 572.57
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STA. 2+84.2 8" WATER
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INSTALL 
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STA. 2+82.0 8" WATER
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W/OUTSIDE DROP PER DWU STD DWG #307

CONST. 4' DIA STD. CONCRETE WWMH
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7.5 LF 8" VERTICAL WATER

INSTALL

E 2526722.62

N 6997020.74

STA. 3+65.3 8' WATER

FIELD VERIFY EX. 12" CI WL

1-8" GATE VALVE

1-12"x8" TAPPING SLEEVE

CONNECT & INSTALL

E 2526720.50

N 6997022.87

STA. 3+62.3 8' WATER

CLASS B-1 EMBEDMENT

B.O.T.O.C.

(MIN. 15", 150 PSI)

77 LF STEEL ENCASEMENT PIPE

B.O.T.O.C.

(Min. 15", 150 PSI)

45 LF STEEL ENCASEMENT PIPE

 (Min. 15", Min. 150 PSI)
PIPE LIMITS

HWY CROSSING STEEL ENCASEMENT

MIN. PRESSURE RATING 160PSI
ASTM D2241 (SDR-26)
WASTEWATER PIPE

295 LF OF 8" PVC PRESSURE RATED

(SEE TECHNICAL SPECIFICATIONS)
INSIDE EX.6" VCT WW PIPE BY PIPE BURSTING

MIN. PRESSURE RATING 200 PSI
ASTM F714 (DR-11)/F2620

55 LF 8" HDPE WASTEWATER PIPE

HWY CROSSING STEEL ENCASEMENT LIMITS
0.25" WALL THICKNESS B.O.T.O.C.

77 LF 15" STEEL ENCASEMENT PIPE,

1250C

PROJECT ON GARLAND ROAD CONTRACT #15-025/026F

5. CONTRACTOR TO COORDINATE WITH TxDOT

BEGINNING CONSTRUCTION.

DEPTHS OF EXISTING UTILITIES BEFORE

VERIFY EXACT LOCATIONS, SIZES, AND

ARE SHOWN. THE CONTRACTOR SHALL

DOES NOT CERTIFY THAT ALL UTILITIES

CONSIDERED APPROXIMATE. THE ENGINEER

AND THE UTILITY COMPANY RECORDS, ARE

ARE OBTAINED FROM THE CITY OF DALLAS

EXISTING UTILITIES SHOWN ON THE PLANS

4. THE LOCATION, ELEVATION, AND SIZE OF 

AT THE CONTRACTOR'S EXPENSE.

3. POWER POLES MAY HAVE TO BE BRACED

LOCATIONS BEFORE CONSTRUCTION.

ARE NOT ALL SHOWN. CONTRACTOR TO VERIFY 

2. WATER SERVICES AND WASTEWATER LATERALS
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CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ TELEPHONE !

Contact S.B.C.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377
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Overhead & Underground Electrical In Area
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CITY OF DALLAS BENCHMARK BM 38-C-1S

GASTON PARKWAY - WYATT STREET

STD. WATER DEPARTMENT BENCH MARK SET IN CONCRETE

CURB AT MIDPOINT ON THE NORTHEAST CORNER OF THE INTERSECTION

ELEV = 570.83

GASTON PARKWAY - MAYFAIR BLVD.

CITY OF DALLAS BENCHMARK BM 35-D-5S

STD. WDBM ON CONCRETE CURB CENTER OF RADIUS OF NORTHEAST

CORNER OF THE INTERSECTION.

ELEV = 572.57
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42 LF OPEN CUT

CLASS B-1 EMBEDMENT

PER DWU STD DWG #328

INSTALL PROP. WWAD

E 2526985.63

N 6997395.02

CONNECT PROP 8" WW

STA. 7+49.5 8" WW

1250C

FILLED WITH GROUT

REMOVE EX. CASING

FILLED WITH GROUT

REMOVE EX. CASING

(SEE TECHNICAL SPECIFICATIONS)
INSIDE EX. 6" VCT WW PIPE BY PIPE BURSTING

MIN. PRESSURE RATING 200 PSI
ASTM F714 (DR-11)/F2620

400 LF 8" HDPE WASTEWATER PIPE

PROJECT ON GARLAND ROAD CONTRACT #15-025/026F

5. CONTRACTOR TO COORDINATE WITH TxDOT

CONSTRUCTION.

DEPTHS OF EXISTING UTILITIES BEFORE BEGINNING

CONTRACTOR SHALL VERIFY EXACT LOCATIONS, SIZES, AND

DOES NOT CERTIFY THAT ALL UTILITIES ARE SHOWN. THE 

RECORDS, ARE CONSIDERED APPROXIMATE. THE ENGINEER

THE CITY OF DALLAS AND THE UTILITY COMPANY 

UTILITIES SHOWN ON THE PLANS ARE OBTAINED FROM 

4. THE LOCATION, ELEVATION, AND SIZE OF EXISTING

AT THE CONTRACTOR'S EXPENSE.

3. POWER POLES MAY HAVE TO BE BRACED

LOCATIONS BEFORE CONSTRUCTION.

ARE NOT ALL SHOWN. CONTRACTOR TO VERIFY 

2. WATER SERVICES AND WASTEWATER LATERALS
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Vertical Scale: 1" = 6'

6' 12'

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ TELEPHONE !

Contact S.B.C.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

CAUTION ~ POWER !

Contact TXU Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Overhead & Underground Electrical In Area

PID: 2959

ROW

550

555

560

545

540

565

1+000+00 2+00 3+00

12" on 0.60%

4+00

0+00

570

EX 8" on 0.60%

Overhead & Underground Telephone In Area 
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5'

EX. 6" GAS

PID 2959

ABANDON EX. 8" WATER BUILT 1948 & 1952 

EX. 12" C.I. WATER
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CLASS C+ EMBEDMENT
WATER PIPE

447 LF OF 12" PVC C900 (DR-14)

12" WATER

F
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12" WATER MAIN

540

ASPHALT PAVEMENT

@ C OF PIPE

EXIST GRADE

L

4' Minimum Cover
INSTALL 447 LF OF 12" PVC C900 (DR14) WATER PIPE

EXISTING FIRE HYDRANT

REMOVE AND DELIVER

EX. 8" C.I. WATER (685W0323_SH001&2), F.B. 76, Pg.37)

ELEVATION

VERIFY LOCATION & 

CONTRACTOR TO FIELD 

12" WATER (NE)&(SW)

CONNECT TO EX.

WATER PIPE

67 LF 12" PVC C900 

3-12" GATE VALVES

1-12"x12" TEE

INSTALL:

E 2505324.75

N 6998476.47

STA. 0+03.0 12" WATER

E
X
.
 
12

" 
W

A
T

E
R
 
(6

8
5

W
-1
4
1B
 

S
H
.
 
3
,
 
F

B
 
7
0
,
 
P

G
 
16
)

E
X
.
 
12

" 
W

A
T

E
R
 
(6

8
5

W
-1
4
1B
 

S
H
.
 
3
,
 
F

B
 
7
0
,
 
P

G
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)

(DR-14) WATER PIPE

20 LF of 6" PVC C900

1- FIRE HYDRANT

1-6" GATE VALVE

1-12"x6" TEE

1-12" GATE VALVE

INSTALL:

E 2505343.85

N 6998458.00

STA. 0+27.2 12" WATER

Point Northing Easting Elev. Description

X CUT

X CUT

CITY OF DALLAS BENCHMARK BM 38-T-3S

ELEV = 477.83

CITY OF DALLAS BENCHMARK BM 38-X-1S

ELEV = 467.64

X CUT

6,997,486.35

6,997,892.06

6,998,226.02

2,506,300.65

2,505,987.48

2,505,592.70

SWEETBRIAR DRIVE - FERGUSON ROAD A STANDARD WATER DEPARTMENT

BENCH MARK SET ON CONCRETE CURB OF STORM SEWER DROP INLET

ON THE NORTHWEST CORNER OF THE INTERSECTION.

FERGUSON ROAD - LANECREST DRIVE A STANDARD WATER DEPARTMENT

ON THE NORTHWEST CORNER OF THE INTERSECTION.

BENCH SET ON CONCRETE CURB OF STORM SEWER DROP INLET
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6,998,467.55 2,505,350.98 X CUT
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NO SEPARATE PAY ITEM.

48 HOURS PRIOR TO PLACEMENT OF HYDRANT. 

CITIZEN(S) AND WITH DWU INSPECTOR AT LEAST

OF FIRE HYDRANTS WITH DIRECTLY AFFECTED 

4. CONTACTOR TO COORDINATE ACTUAL LOCATION 

BEGINNING CONSTRUCTION.

DEPTHS OF EXISTING UTILITIES BEFORE

VERIFY EXACT LOCATIONS, SIZES, AND

ARE SHOWN. THE CONTRACTOR SHALL

DOES NOT CERTIFY THAT ALL UTLITIES

CONSIDERED APPROXIMATE. THE ENGINEER

AND THE UTILITY COMPANY RECORDS, ARE

ARE OBTAINED FROM THE CITY OF DALLAS

EXISTING UTILITIES SHOWN ON THE PLANS

3. THE LOCATION, ELEVATION, AND SIZE OF 

LOCATIONS BEFORE CONSTRUCTION.

ARE NOT ALL SHOWN. CONTRACTOR TO VERIFY 

2. WATER SERVICES LATERALS

 

 GENERAL NOTES SHEET.

1.  FOR GENERAL NOTES & LEGEND, SEE

NOTES:

EX, 8" WATER

CUT & PLUG 

EX, 12" WATER

CUT & PLUG 

EX, 12" WATER

CUT & PLUG 

EX, 12" WATER

CUT & PLUG 

ELEVATION

VERIFY LOCATION & 

CONTRACTOR TO FIELD

WATER (NW)

CONNECT TO EX. 12"

WATER PIPE

44 LF 12" PVC C900

1-12" GATE VALVE

1-12"x12" TEE

INSTALL:

E 2505319.07

N 6998470.71

12" WATER

STA. 0+03.0, 8' RT. 

6'

29.5'
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ASPHALT

2" MAGNOLIA

2" RED BUD

3-6" CM

2" RED BUD

2" RED BUD

2" MAGNOLIA

12" OAK

2" MAGNOLIA

2" MAGNOLIA

4-2" CM

3" MAPLE

6" CEDAR

6" CEDAR

6" CEDAR

6" CEDAR
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4
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12" LIVE OAK
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20" LIVE OAK
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NO PARKING

KEYPAD

FENCE

WROUGHT IRON
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5708 ABRAMS RD

GEORGE PASAYAN & MICHAEL PASAYAN

6402 FISHER RD 

RADT LLC

6419 FISHER RD 

JUVENAL SOTO

6423 FISHER RD 

BARBARA FRIAS

6429 FISHER RD 

VICTORIA MIRANDA

6435 FISHER RD 

MARIA GARCIA & RUBEN GARCIA
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DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

KJKBAK

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD, SUITE 1001

TBPE REGISTRATION #F-1741

DALLAS, TX  75235
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1820 REGAL ROW
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0'

Vertical Scale: 1" = 6'

6' 12'

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ TELEPHONE !

Contact S.B.C.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

CAUTION ~ POWER !

Contact TXU Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Overhead & Underground Electrical In Area

PID: 2959

ROW

550

555

560

545

540

565

6+005+00 7+00 8+00

12" on 0.60%

9+00

EX 8" on 0.60%

Overhead & Underground Telephone In Area 
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5'

EX. 6" GAS

PID 2959

ABANDON EX. 8" WATER BUILT 1948 & 1952 
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CLASS C+ EMBEDMENT
WATER PIPE

450 LF OF 12" PVC C900 (DR-14)

12" WATER

12" WATER MAIN
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12" on 0.81%
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535 535

4' Minimum Cover 
INSTALL 450 LF OF 12" PVC C900 (DR14) WATER PIPE

ASPHALT PAVEMENT

@ C OF PIPE

EXIST GRADE
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EX. 18" RCP

EX. 8" C.I. WATER (685W0323_SH001&2), F.B. 117, Pg. 19
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(421Q-591, SH.6)

EX. 30" RCP
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(DR-14) WATER PIPE

10 LF of 6" PVC C900

1- FIRE HYDRANT

1-6" GATE VALVE

1-12"x6" TEE

1-12" GATE VALVE

INSTALL:

E 2505792.72

N 6998024.04

STA. 6+54.0 12" WATER

INSTALL:

E 2505948.75

N 6997873.20

STA. 8+71.0 12" WATER

INSTALL:

E 2505954.70

N 6997867.44

STA. 8+79.3 12" WATER

Point Northing Easting Elev. Description

X CUT

X CUT

CITY OF DALLAS BENCHMARK BM 38-T-3S

ELEV = 477.83

CITY OF DALLAS BENCHMARK BM 38-X-1S

ELEV = 467.64

X CUT

6,997,486.35

6,997,892.06

6,998,226.02

2,506,300.65

2,505,987.48

2,505,592.70

SWEETBRIAR DRIVE - FERGUSON ROAD A STANDARD WATER DEPARTMENT

BENCH MARK SET ON CONCRETE CURB OF STORM SEWER DROP INLET

ON THE NORTHWEST CORNER OF THE INTERSECTION.

FERGUSON ROAD - LANECREST DRIVE A STANDARD WATER DEPARTMENT

ON THE NORTHWEST CORNER OF THE INTERSECTION.

BENCH SET ON CONCRETE CURB OF STORM SEWER DROP INLET

6,998,467.55 2,505,350.98 X CUT

102

103

104

105

552.07

555.07

557.54

559.34

NO SEPARATE PAY ITEM.

48 HOURS PRIOR TO PLACEMENT OF HYDRANT. 

CITIZEN(S) AND WITH DWU INSPECTOR AT LEAST

OF FIRE HYDRANTS WITH DIRECTLY AFFECTED 

4. CONTACTOR TO COORDINATE ACTUAL LOCATION 

BEGINNING CONSTRUCTION.

DEPTHS OF EXISTING UTILITIES BEFORE

VERIFY EXACT LOCATIONS, SIZES, AND

ARE SHOWN. THE CONTRACTOR SHALL

DOES NOT CERTIFY THAT ALL UTLITIES

CONSIDERED APPROXIMATE. THE ENGINEER

AND THE UTILITY COMPANY RECORDS, ARE

ARE OBTAINED FROM THE CITY OF DALLAS

EXISTING UTILITIES SHOWN ON THE PLANS

3. THE LOCATION, ELEVATION, AND SIZE OF 

LOCATIONS BEFORE CONSTRUCTION.

ARE NOT ALL SHOWN. CONTRACTOR TO VERIFY 

2. WATER SERVICES LATERALS

 

 GENERAL NOTES SHEET.

1.  FOR GENERAL NOTES & LEGEND, SEE

NOTES:
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P
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P
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V
E

M
E

N
T

C
O
N
C
R
E
T
E P

AVE
M
E

N
T

CON
CR

E
T
E

26" RED BUD
12" CM

10" PECAN

2
4
" P

E
C
AN

28" COTTONWOOD

1-8", 2-3" CM

48" BLACK OAK

2
6
" LIV

E
 

O
AK

6" RED BUD

3
0
" 

B
L

A
C

K
 

O
A

K

1-
8
",
 
4
-3
" 
C

M

4-6" CM

36" OAK

4-3" CM

#
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3

B
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N
C

H
M

A
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K

S
T

O
P

WOOD FENCE

WOOD FENCE

NO PARKING

NO PARKING

WOOD FENCE
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B
U
S
IN

E
S
S
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P
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V
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R
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P
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V
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ICV ICV
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R
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H
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O
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W
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Y
)

(50' RIGHT OF WAY)

6439 FISHER RD 

6016 HUDSON LLC

6443 FISHER RD 

BEATRIZ MIRANDA & ROBERTO MIRANDA

6449 FISHER RD 

DELIA BLYTHE HERSCHKOWITSCH
6455 FISHER RD 

BRUCE D CLENDENIN

6460 FISHER RD 

JUAN C MONTEJO

6464 FISHER RD 

KATHLEEN VALENTINE

6468 FISHER RD 

JONATHAN SHOOP

6472 FISHER RD 

LUKE A PLUCHINSKY

6459 FISHER RD 

SANDRA D RIMMER  & JOHN D RIMMER

6463 FISHER RD 

DAVID RONALD DURHAM

PP

PP PP

PP

PP

WM WM

WM

WM WM WM

WM

WM WM

WM WM

WM

WM

PP

FL 15"=551.72' +/-

INLET TC=555.07'

FL 15"=551.29' +/-

INLET TC=554.24'

FL 18"=552.70' +/-

INLET TC=555.28'

FL 15"=550.46' +/- 

INLET TC=554.33'

FL 24"=550.12' +/-

INLET TC=555.30'

FL 24"=550.91' +/-

INLET TC=555.13'
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124

0'

Vertical Scale: 1" = 6'

6' 12'

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ TELEPHONE !

Contact S.B.C.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

CAUTION ~ POWER !

Contact TXU Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Overhead & Underground Electrical In Area

PID: 2959

ROW

540

545

550

535

530

555

9+00

12" on 0.81%

560

EX 8" on 0.81%

Overhead & Underground Telephone In Area 

@ C OF PIPE

EXIST GRADE

L

1691
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E

E
 
4
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Q
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6
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T
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3
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A
T

C
H
 

L
IN

E
 
9
+0

0
 
~
 
12
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R
 

L
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E

ROW

5'

EX. 6" GAS

ABANDON EX. 8" WATER BUILT 1948 & 1952 

S
E

E
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T
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CLASS C+ EMBEDMENT
WATER PIPE

404 LF OF 12" PVC C900 (DR-14)

12" WATER

12" WATER MAIN

E
X
.
 
15
" R

C
P

E
X
. 

15
" 
R

C
P

530

10+00 11+00 12+00 13+00

10+00 11+00 12+00 13+00

EX. 12" C.I. WATER

E
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C
.
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E
X
.
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W
W
 
(4
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Q
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.
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)

4' Minimum Cover
INSTALL 404 LF OF 12" PVC C900 (DR14) WATER PIPE

E
X
.
 
3
0
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C
P

E
X
.
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" R
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P

E
X
. 
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E
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.
 
6
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E
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.
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W
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E
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4
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C
.
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W
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E
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EX. 8" C.I. WATER (685W0323_SH001&2), F.B. 117, Pg. 19

EX. 30" RCP (421Q-591,SH.6)
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-

+/
-

+/
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A
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5
4
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.
8
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E
X
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.
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L
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A
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9
.
4

E
L
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V
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5
4
3
.
5
0

S
T

A
.
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3

12" on 39.4%

F
IE

L
D
 

V
E

R
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Y

E
X
.
 
2
4
" 

W
L

S
T

A
.
 
13

+0
3
.
5
 

NO SEPARATE PAY ITEM.

48 HOURS PRIOR TO PLACEMENT OF HYDRANT. 

CITIZEN(S) AND WITH DWU INSPECTOR AT LEAST

OF FIRE HYDRANTS WITH DIRECTLY AFFECTED 

4. CONTACTOR TO COORDINATE ACTUAL LOCATION 

BEGINNING CONSTRUCTION.

DEPTHS OF EXISTING UTILITIES BEFORE

VERIFY EXACT LOCATIONS, SIZES, AND

ARE SHOWN. THE CONTRACTOR SHALL

DOES NOT CERTIFY THAT ALL UTLITIES

CONSIDERED APPROXIMATE. THE ENGINEER

AND THE UTILITY COMPANY RECORDS, ARE

ARE OBTAINED FROM THE CITY OF DALLAS

EXISTING UTILITIES SHOWN ON THE PLANS

3. THE LOCATION, ELEVATION, AND SIZE OF 

LOCATIONS BEFORE CONSTRUCTION.

ARE NOT ALL SHOWN. CONTRACTOR TO VERIFY 

2. WATER SERVICES LATERALS

 

 GENERAL NOTES SHEET.

1.  FOR GENERAL NOTES & LEGEND, SEE

NOTES:

Point Northing Easting Elev. Description

X CUT

X CUT

CITY OF DALLAS BENCHMARK BM 38-T-3S

ELEV = 477.83

CITY OF DALLAS BENCHMARK BM 38-X-1S

ELEV = 467.64

X CUT

6,997,486.35

6,997,892.06

6,998,226.02

2,506,300.65

2,505,987.48

2,505,592.70

SWEETBRIAR DRIVE - FERGUSON ROAD A STANDARD WATER DEPARTMENT

BENCH MARK SET ON CONCRETE CURB OF STORM SEWER DROP INLET

ON THE NORTHWEST CORNER OF THE INTERSECTION.

FERGUSON ROAD - LANECREST DRIVE A STANDARD WATER DEPARTMENT

ON THE NORTHWEST CORNER OF THE INTERSECTION.

BENCH SET ON CONCRETE CURB OF STORM SEWER DROP INLET

6,998,467.55 2,505,350.98 X CUT

102

103

104

105

552.07

555.07

557.54

559.34

INSTALL:

E 2506250.94

N 6997581.05

STA. 12+91.3 12" WATER

INSTALL:

E 2506255.36

N 6997576.77

STA. 12+97.5 12" WATER

EX, 8" WATER

CUT & PLUG 

E
L
E

V
: 
5
4
4
.
9
5

S
T

A
.
 
12

+9
7
.
5

CONNECT TO EX. 24" WATER

1-12" GATE VALVE

1-24"x12" TAPPING SLEEVE

E 2506259.68

N 6997572.60

STA. 13+03.5 12" WATER

6'

28.5'
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R
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P
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PAVEMENT

CONCRETE

38" OAK

 PEAR

7" BRADFORD

 PEAR

7" BRADFORD

7" RED BUD

P
E

AR
8
" B

R
AD

F
O
R
D
 

P
E

AR
7" B

R
AD

F
O
R
D
 

30" MULBERRY
34" MULBERRY27" MULBERRY

MULBERRY

25" 

24" CHINABERRY

16
" 
E

L
M

16
" 
E

L
M

12
" C

E
D
AR

10" PECAN

2
4
" P

E
C
AN

16
" O

AK

30" COTTONWOOD

36" COTTONWOOD

STOP
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T

O
P

SPEED

W
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O
D
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C

E

W
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D
 

F
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N
C

E
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STOP

CONCRETE PAVEMENT
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T

CONCRETE PAVEMENT

36" COTTONWOOD
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A
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N
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F
E
N
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S

S
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G
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V
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V

FISHER ROAD
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0
' 

R
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H
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O
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W
A

Y
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(50' RIGHT OF WAY)

6476 FISHER RD 

NADER BADIR

6480 FISHER RD 

TIMOTHY W JONES

6484 FISHER RD 

WAYNE D BROWN

6488 FISHER RD 

DORIS J WIGLEY

6473 FISHER RD 

MARK G STINNER JR

6477 FISHER RD 

CHARLES BANKER & ROXIE BANKER

6481 FISHER RD 

DAVID CHRISTIAN MORCOM

6485 FISHER RD 

EDWINA A LYON

6489 FISHER RD 

BARBARA ROOKSTOOL

6503 E LOVERS LN 

VICTORIA GOSWAMI

6492 FISHER RD 

MERCED H CISNEROS

6498 FISHER RD 

HECTOR HANS ROJAS

PP

PP

PP PP

PP

PP

PP

WM

WM WM

WM WM

WM
WM

WM

WM

WM WM

FH

WMH

GMH

SDMH

WWMH

FL 15"=546.85' +/-

INLET TC=551.80'

FL 15"=548.28 +/-

INLET TC=551.33'

FL 15"=547.54' +/-

INLET TC=551.25'
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BENCHMARKS & CONTROL POINTS
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Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Point Northing Easting Elev. Description
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XXX

PID: 4182

MAPSCO: 38-C

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

NOTES:

ELEV = 570.830

 

COD BENCHMARK 38-C-1S

ELEV = 572.570

COD BENCHMARK 38-D-5S

571.96

573.73

LA
N
S
H
IR

E

8" WATER MAIN

CP-1

CP-2

6,998,124.33

6,998,153.62

2,527,622.89

2,527,768.41 X-CUT

SINCLAIR AVENUE

FROM GASTON PARKWAY TO GARLAND ROAD

25-37S

25-37W

GASTON PARKWAY AND WYATT STREET.

AT MIDPOINT ON THE NORTHEAST CORNER OF THE INTERSECTION OF

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

GASTON PARKWAY AND MAYFAIR BLVD.

CENTER OF RADIUS NORTHEAST CORNER OF INTERSECTION OF 

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

5/8" IR W CPY CAP

SIN
CLA

IR

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.3.

PAY ITEM.

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS2.

THE SURVEY.  DESIGNED ON GRID COORDINATES.

ON 12/03/19.  THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE GROUND SURVEY WAS PERFORMED BY CP&Y, INC.1.
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Ex. 8" Wastewater
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50' ROW

MAYFAIR BLVD.

SINCLAIR AVE.
50' ROW

8.5'

19.5'
to BC

1 - 8" Gate Valve 

1 - Blind Flange

1 - 8"x8" Tee

E 2527726.00

N 6998080.71

Sta. 0+07.6 ~ 8" WaterLocation and Elevation

Contractor to Field Verify

Connect to Ex. 8" Water

1 - 8" Gate Valve 

1 - 8"x8" Cut In Tee

Install:

E 2527619.99

N 6998160.38

Sta. 1+40.2 ~ 8" Water

575

570

565

560

555

550

545

540

8" WATER
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Ex. Tel.

8" On 0.00%

B.O.T.O.C.

16" Dia. Steel Encasement (T=0.25")

(DR-14) Water Main

100 LF of 8" PVC C900 

Install:

Sta. 1+12.0 (End)

Sta. 0+12.0 (Begin)
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100 LF 8" PVC - Water Pipe
Class "C+" Embedment

Water Pipe

C900 (DR-14) 

12 LF 8" PVC 

Class "C+" Embedment

Water Pipe

C900 (DR-14) 

28 LF 8" PVC 

Ex. 8" Water

Ex. 8" Water
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FL=566.73+/-

Ex. 16" Gas

2' Min.
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Location and Elevation

Contractor to Field Verify

Connect to Ex. 8" Water

Install: 1 - 8" 45° Vert. Bend

Ex. 8" Plug

Remove:

E 2527721.48

N 6998074.61

Sta. 0+00.0 ~ 8" Water

8" On -100.00%
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Install: 1 - 8" 45° Vert. Bend

Sta. 0+04.8 ~ 8" Water

Install: 2 - 8" 45° Vert. Bends

Sta. 1+15.0 & 1+17.7 ~ 8" Water

Ex. Pavement

ENCASEMENT LIMITS

0.25" WALL THICKNESS B.O.T.O.C. HIGHWAY CROSSING

100 LF OF 16" STEEL ENCASEMENT PIPE. 

1250C 098
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Ex. 8" C.I. Water (F.B. 143, P.44)
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(411Q1761_SH020)

Ex. 8" C.I. Water

Pavement

Conc. 

9209 FERNDALE RD

MARION MALONEY

JOHN WILLIAM MALONEY &

BLK D/7527

LOT 14

10155 SHADYVIEW DR.

BETTY JO TAYLOR

BLK D/7527

LOT 15

9215 FERNDALE RD.

MICHAEL A. & CYNTHIA S. BENAVIDES

BLK D/7527

LOT 13

9219 FERNDALE RD.

THOMAS A. LEONARD

LILIEN V. LEONARD &

BLK D/7527

LOT 12

9223 FERNDALE RD.

NANCY PATRICIA ADWAN

BLK D/7527

LOT 11

9229 FERNDALE RD.

KYLE PEARSON

BLK D/7527

LOT 10

9216 FERNDALE RD.

JUSTIN SHEARIN

BRANDI MOULDERSHEARIN &

BLK B/7317

LOT 31

9136 LONGMONT DR.

JANE E. WILLIAMS

BEN T. WILLIAMS &

BLK B/7317

LOT 30

9135 LONGMONT DR.

MICHAEL R. HOPENS

BLK A/7317

LOT 1

9220 FERNDALE RD.

IRREVOCABLE TRUST

THE CONNER CHILDRENS

BLK B/7317

LOT 32

9224 FERNDALE RD.

ELISE PRENTICE

DAVID ROSENCRANS &

BLK B/7317

LOT 33

9230 FERNDALE RD.

JOHN & CATRIONA PEDIGO

BLK B/7317

LOT 34

10156 SHADYVIEW DR.

GARY E. JOHNSON

BLK E/7527

LOT 19
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WM

WM WM

DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q 1761

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

2021

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Point Northing Easting Elev. Description
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XXX

PID: 3412

21-34W

21-34S

7,005,937.306

2,518,471.550

2,518,434.872

MAPSCO: 27-V

X-CUT

X-CUT

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

FROM LONGMONT DRIVE TO LAKEMERE DRIVE

7,005,021.977

NOTES:

ELEV = 579.57

BENCHMARK 2

8" WATER MAIN

FERNDALE ROAD

CP-101 569.82

CP102 579.40

ELEV = 494.45

COD BM 27-U-3S

OF THE INTERSECTION OF FERNDALE RD. AND LONGMONT DR.

SQUARE CUT ON BACK OF CURB RETURN RADIUS AT THE SOUTHEAST CORNER 

LAKEMERE DR. APPROXIMATELY 2' WEST OF POWER POLE.

NORTHEAST CORNER OF THE INTERSECTION OF FERNDALE RD. AND 

SQUARE CUT ON BACK OF CURB AT THE PT OF CURB RETURN AT THE 

ELEV = 570.21

BENCHMARK  1

CORNER OF INTERSECTION OF AUDELIA RD. AND LANSHIRE DR.

SET ON CONCRETE CURB OF STORM SEWER INLET ON THE SOUTHEAST 

CAUTION ~ TELEPHONE !

Underground Telephone Cables In Area 

Contact S.B.C.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.3.

PAY ITEM.

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS2.

THE SURVEY.  DESIGNED ON GRID COORDINATES.

THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE GROUND SURVEY WAS PERFORMED BY PJB ON 11/25/19.  1.

JAN.
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1+00

0+00

2+00 3+00 4+00 5+00

4.0' Minimum Cover (No Profile)

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 500 LF 8" PVC WATER MAIN

Built 1954

Abandon Ex. 8" Water

4'

1 - 8" Gate Valve

Install:

E 2518466.47

N 7005089.25

Sta. 1+02.0 ~ 8" Water

Ex. 8" Water 

Cut & Plug 

(DR-14) Water Pipe

31 LF of 6" PVC C900

1 - Fire Hydrant

1 - 6" Gate Valve

1 - 8"x6" Tee

Install:

E 2518464.85

N 7005238.24

Sta. 2+51.0 ~ 8" Water

Location and Elevation

Contractor to Field Verify

Connect to Ex. 6" Water

6 LF of 6" PVC Water Pipe

2 - 6" 45° Horiz. Bends

43 LF of 8" PVC Water Pipe

1 - 8"x6" Reducer

1 - 8" Gate Valve

1 - 8"x8" Tee

Install:

E 2518466.79

N 7005059.85

Sta. 0+72.6 ~ 8" Water

Location and Elevation

Contractor to Field Verify

Connect to Ex. 6" Water

4 LF of 6" PVC Water Pipe

2 - 6" 45° Horiz. Bends

49 lf of 8" PVC Water Pipe

1 - 8"x6" Reducer

1 - 8" Gate Valve

1 - 8"x8" Tee

Install:

E 2518466.62

N 7005074.98

Sta. 0+87.7 ~ 8" Water

3'

4
'

12
.4
'

2
2
'

Ex. 6" Water 

Cut & Plug 

Ex. 6" Water 

Cut & Plug 

  2°30'00" Lt

1 - 8" Gate Valve

1 - 8" 45° Horiz. Bend

Install:

E 2518440.31

N 7004996.07

Sta. 0+03.1 ~ 8" Water

  2°30'00" Rt

1 - 8" 22.5° Horiz. Bend

Install:

E 2518466.85

N 7005054.62

Sta. 0+67.4 ~ 8" Water

Location and Elevation

Contractor to Field Verify

Connect to Ex. 8" Water

1 - 8" 45° Horiz. Bend

Install:

E 2518441.27

N 7004993.14

Sta. 0+00.0 ~ 8" Water

8" WATER

8" WATER
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Deliver Ex. FH
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R1 - 8" Gate Valve

Install:

E 2518464.80

N 7005242.24

Sta. 2+51.0 ~ 8" Water

176

PROJECT   LOCATION



X

ICV

EV
TC

T

Ex. 8" C.I. Water (F.B. 143, P.44)

Stump

Myrtle

Crape

Myrtle (2)

Crape

Shrubs

Hedges

P
a
v
e

m
e
n
t

C
o
n
c
.

WM

WM

WM WM WMWM WM

WM

WM

PP

PP

Sign

Sign

Vault

MCI

GUY

12
6
.1
7
'

12
5
.5

5
'

10
9
.8

5
'

9
4
.7

0
'

110.00'69.99'62.00'62.00'62.00'

12
6
.7

9
'

12
7
.4

0
'

12
8
.0

2
'

62.00'

12
5
.0

0
'

60.00'

12
5
.0

0
'

12
5
.0

0
'

12
5
.0

0
'

60.00' 60.00'

12
5
.0

0
'

60.00'

12
5
.0

0
'

60.00' 60.00'

12
5
.0

0
'

B/7317

FERNDALE RD.
60' ROW

Stone Edging

14" Pecan w/ 

w/Conc. Curb & Gutter
Asphalt Pavement

Conc. Sidewalk
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Traf. Box
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Shrub
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Conc. 
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9303 FERNDALE RD.

KENNETH C. & SELENA WILSON

BLK D/7527

LOT 9

9307 FERNDALE RD.

KARLA G. & RICHARD CADY

BLK D/7527

LOT 8

9311 FERNDALE RD.

TROY & MEGAN HIGGINS

BLK D/7527

LOT 7

9317 FERNDALE RD.

ACHILLEAS PAPAKOSTAS

SHEILA ANN KELLY &

BLK D/7527

LOT 6

9321 FERNDALE RD.

CYNTHIA ANN MCKELLAR

BLK D/7527

LOT 5

9333 FERNDALE RD.

JESSICA GROTHAUS

BLK D/7527

LOT 3

9327 FERNDALE RD.

SWAN PROPERTIES LTD

BLK D/7527

LOT 4

10206 LAKEMERE RD.

MICHAEL S. ELLIS

BLK B/7317

LOT 1

9320 FERNDALE RD.

STEVEN L. & KAREN J. WILSON

BLK B/7317

LOT 39

9316 FERNDALE RD.

SENAD & MIRJANA OVCINA

BLK B/7317

LOT 38

9310 FERNDALE RD.

DANIELLE WALTS

BLK B/7317

LOT 37

9306 FERNDALE RD.

SHARON & JON BAKER

BLK B/7317

LOT 36

9302 FERNDALE RD.

JAE PEARCE

RANDALL D. ORR &

BLK B/7317

LOT 35

15
' 

A
L
L
E

Y

DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q 1761

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

2021

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Point Northing Easting Elev. Description

8
:4

6
:4

2
 
A

M
1/

2
8
/
2
0
2
1

XXX

PID: 3412

21-34W

21-34S

7,005,937.306

2,518,471.550

2,518,434.872

MAPSCO: 27-V

X-CUT

X-CUT

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

FROM LONGMONT DRIVE TO LAKEMERE DRIVE

7,005,021.977

NOTES:

ELEV = 579.57

BENCHMARK 2

8" WATER MAIN

FERNDALE ROAD

CP-101 569.82

CP102 579.40

ELEV = 494.45

COD BM 27-U-3S

OF THE INTERSECTION OF FERNDALE RD. AND LONGMONT DR.

SQUARE CUT ON BACK OF CURB RETURN RADIUS AT THE SOUTHEAST CORNER 

LAKEMERE DR. APPROXIMATELY 2' WEST OF POWER POLE.

NORTHEAST CORNER OF THE INTERSECTION OF FERNDALE RD. AND 

SQUARE CUT ON BACK OF CURB AT THE PT OF CURB RETURN AT THE 

ELEV = 570.21

BENCHMARK  1

CORNER OF INTERSECTION OF AUDELIA RD. AND LANSHIRE DR.

SET ON CONCRETE CURB OF STORM SEWER INLET ON THE SOUTHEAST 

CAUTION ~ TELEPHONE !

Underground Telephone Cables In Area 

Contact S.B.C.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.3.

PAY ITEM.

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS2.

THE SURVEY.  DESIGNED ON GRID COORDINATES.

THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE GROUND SURVEY WAS PERFORMED BY PJB ON 11/25/19.  1.
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9501 FERNDALE RD.

RICHARDSON ISD

BLK P/7527

LOT 9

10205 LAKEMERE RD.

GAIL ANN POSKEY

BLK B/7317

LOT 1

FERNDALE RD.
60' ROW

9+00 10+00

4.0' Minimum Cover (No Profile)

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 400 LF 8" PVC WATER MAIN

Built 1954

Abandon Ex. 8" Water

Ex. 8" Water 

Cut & Plug 

Ex. 8" Water 

Cut & Plug 

Location and Elevation

Contractor to Field Verify

Connect to Ex. 8" Water

46 LF of 8" PVC Water Pipe

2 - 8" 45° Horiz. Bends

1 - 8" Gate Valve

1 - 8"x8" Tee

Install:

E 2518456.95

N 70059563.30

Sta. 9+76.1 ~ 8" Water

Ex. 8" Water 

Cut & Plug 

1 - 8" Gate Valve

Install:

E 2518456.45

N 7006008.60

Sta. 10+21.4 ~ 8" Water

Location and Elevation

Contractor to Field Verify

Connect to Ex. 8" Water

1 - 8" 45° Horiz. Bend

Install:

E 2518459.47

N 7006016.33

Sta. 10+30.4 ~ 8" Water

1 - 8" 45° Horiz. Bend

Install:

E 2518456.40

N 7006013.20

Sta. 10+26.0 ~ 8" Water

4.0' Minimum Cover (No Profile)

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 130 LF 8" PVC WATER MAIN

Built 1954

Abandon Ex. 8" Water

2
2
'
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.4
'

3
.5
'

12
.7
'

2
2
'

3
.2
'

4'

16'
Location and Elevation

Contractor to Field Verify

Connect to Ex. 8" Water

52 LF of 8" PVC Water Pipe

2 - 8" 45° Horiz. Bends

  1°31'3" Rt

1 - 8" 11.25° Horiz. Bend

1 - 8" Gate Valve

1 - 8"x8" Tee

Install:

E 2518457.04

N 7005954.81

Sta. 9+67.6 ~ 8" Water

4.7'
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8" WATER

8" WATER

8
" 

W
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T
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R

8
" 

W

1 - 8" Gate Valve

Install:

E 2518663.50

N 7005539.50

Sta. 9+50.0 ~ 8" Water
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Driveway
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LOT 16

BLK  A/7404

LOT 15

INST.# 201500315038

2106  HEALEY DR 

RONAN MELISSA & CHRISTOPHER

LOT 14

INST.# 201200320145 

2110  HEALEY DR 

TRAVIS MARK & KAITLYN

LOT 13

INST.# 201400205548 

 2112  HEALEY DR 

STANLEY CHARLES WILLIAM 

TANLEY PAUL MORRIS &

LOT 12

INST.# 201400161528

 2116  HEALEY DR 

CARRIO TIMOTHY G

LOT 11
LOT 10

INST.# 201700242093

2122  HEALEY DR 

BARFIELD JAMES T

LOT 6

VOL. 2004192 PG. 11405 

2204  HEALEY DR

MCDONALD FAMILY TRUST THE

LOTS 23 & 24

INST.# 201800254598

2203  HEALEY DR 

BEATON MYRNA P

BLK  A/7404

LOT 22

 2123  HEALEY DR 

CRITTENDEN ELAINE H

PT LOT 21

2119  HEALEY DR 

PICKETT ADDIE MAE EST OF

LOT 20 & PT LOT 21

INST.# 201600070108 

2115  HEALEY DR 

CLOUD JARED

LOT 19

VOL. 2005120 PG. 3115 

2111  HEALEY DR

MCDONALD FAMILY TRUST THE

LOT 18LOT 17

50' ROW

HEALEY DRIVE
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INST.# 201500204032 

2120  HEALEY DR 

           MJ DUDLEYS LLC

2107  HEALEY DR 
2103  HEALEY DR 

RIDDLES ARTHUR T & MARISSA B

2102  HEALEY DR

PATZKE SANDRA AGNES MOORE

Ex. 8" C.I. Water FB 0179 PG 04
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DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q 1754

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

2021

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Point Northing Easting Elev. Description
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1/

2
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/
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0
2
1

XXX

PID: 4782

30-37W

30-37S

6,987,868.202

6,987,893.000

2,527,873.447

2,527,582.806

521.509

515.302

MAPSCO: 38-Q

8" WASTEWATER & WATER  MAINS

CP-1 X-CUT

CP-2 X-CUT

ELEV = 521.61

 

BENCHMARK 1

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

HEALEY DRIVE

FROM LARRY DRIVE WEST

SOUTHWEST CORNER OF HEALEY DR. AND LARRY DR.

SQUARE CUT ON CONCRETE CURB AT MIDPOINT ON THE 

FERGUSON RD.

INLET ON THE SOUTHEAST CORNER OF HILLGLEN DR. AND 

SQUARE CUT ON CONCRETE CURB OF STORM SEWER DROP 

Technologies, Inc.

& Construction Managers

Engineers, Surveyors, Environmental Services
No. F-4025

Engineers Firm Registration

Texas Board of Professional

Dallas, Texas 75238

11325 Pegasus Street, Suite S-215

BDS Technologies, Inc.

ELEV = 522.26

BENCHMARK COD 2

NOTES:

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.3.

PAY ITEM.

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS2.

THE SURVEY.  DESIGNED ON GRID COORDINATES.

ON 11/11/19.  THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE GROUND SURVEY WAS PERFORMED BY BDS TECHNOLOGIES, INC.1.
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Ex. 8"
 WW @4.5

0%

8" WW

0+00 1+00 2+00 3+00 4+00

Ex. 8" WW @0.40%

to be Abandoned

Ex. WWMH 3' Lt

515 515

CONSTRUCT 8" WASTEWATER MAIN

Built 1955

Abandon Ex. 8" WW 

Ex. 8" & 4'' Water

Abandon 

T = 78.58'

L = 153.5'

R = 290.0'

  = 30°19'16.4"

CURVE DATA

PROP WATER
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10' JOINT

(DR-14) Water Pipe

42 LF of  6" PVC C900

1 - Fire Hydrant

1 - 6" Gate Valve 

1 - 8"x6" Tee

Install:

E 2527563.31

N 6987923.78

Sta. 8+51.5 ~ 8" Water
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1 - 8" Gate Valve  

Install:

E 2527830.78

N 6987890.55

Sta. 5+76.2 ~ 8" Water

8" ON 3.50
%

8" ON 2.30%

8" ON 0.40%
8" ON 0.40%

FL=515.86+/-
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520520

Ex. PavementEx. Pavement

Ex. Pavement

Prop. 8" Water (Min 10.5' Lt
)

Ex. 8" W
W @3.40

% (6.2' 
Lt)

1 - 8" Gate Valve  

Install:

E 2527880.61

N 6987895.43

Sta. 5+26.1 ~ 8" Water

Conn. Ex. 8" WW Out (NW)

Conn. Prop. 8" WW In (SE)

Construct 4.0' Dia WWMH

Remove Ex. WWMH

E 2527516.18

N 6987948.90

Sta. 0+00.0 ~ 8" WW 

Conn. Prop. 8" WW Out (NW)

Conn. Prop. 8" WW In (SE)

Construct 4.0' Dia WWMH

E 2527523.45

N 6987913.17

Sta. 0+36.5 ~ 8" WW 

Conn. Prop. 8" WW Out (NW)

Conn. Prop. 8" WW In (SE)

Construct 4.0' Dia WWMH

E 2527690.33

N 6987867.74

Sta. 2+09.4 ~ 8" WW 

Conn. Ex. 8" WW In (S)

Conn. Prop. 8" WW Out (W)

Conn. Prop. 8" WW In (E)

Construct 4.0' Dia WWMH

E 2527856.34

N 6987886.02

Sta. 3+76.4 ~ 8" WW 

Pull Pipe    0°44'31" (Rt)

1 - 8' 11.25° Horiz. Bend

Install:

E 2527546.66

N 6987931.44

Sta. 8+69.8 ~ 8" Water

Class "B-1a" Embedment

ASTM D2241 (SDR 26) / D-3139

Pressure Rating 160 psi

450 L.F. 8" PVC Wastewater Pipe

4.0' Minimum Cover (No Profile)

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 413 LF 8" PVC WATER MAIN

be Abandoned

Ex. WWMH to 

8" Plug 

Install:

E 2527532.84

N 6987943.98

Sta. 8+90.8 ~ 8" Water

Ex. 4" Water

Cut and Plug
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Prop. 8" W

Location and Elevation

Contractor to Field Verify

Connect to Ex. 8" Water

37 LF 8" PVC Water Pipe 

2 - 8" 45° Horiz. Bends

1 - 8" Gate Valve

1 - 8"x8" Tee

Install:

E 2527844.61

N 6987891.90

Sta. 5+62.3 ~ 8" Water
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Prop. 8" WW Main

Flush Discharge to

Per DWU Std. DWG # 207A

1- 1" Automatic Flush Point

Install:

E 2527531.45

N 6987942.79

Sta. 8+88.8 ~ 8" Water

045

PROJECT   LOCATION



BLK B/7404

LOTS 25 & 26

INST.# 20080347710

  2229  HEALEY DR 

FW PPTIES LLC

LOT 29

LOT 30

INST.# 201600356405 

2223  HEALEY DR 

WARREN PETER

WARREN ANDREW &

LOT 28

INST.# 201700275757

 2219  HEALEY DR 

MCKENZIE CURRY

NEWMAN CONNOR &

 LOT 27

INST.# 201400309694

 2215  HEALEY DR 

KETO JENNIFER DANIELLE

VOL. 2004068 PG. 918 
2211  HEALEY DR 

THE MCDONALD FAMILY TRUST 

LOT 11

INST.# 20070282542

2230  HEALEY DR 

MARTINEZ GENOVEVA

CRUZ EDEYSI &

LOT 10

INST.# 201200135820 

2224  HEALEY DR 

SCHREIBER JOE L

LOT 9

 2218  HEALEY DR 

BORG JANICE KAY 

ROSS ARTHUR DENIS &

ROSS RONALD & ET AL

LOT 8

INST.# 201800185124

 2212  HEALEY DR  

HANNA LESLIE DANE

LOT 7

INST.# 201100170268 

 2208  HEALEY DR 

CHAVEZ VICTORIA

HEALEY DRIVE
50' ROW
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Ex. 8" C.I. Water FB 0179 PG 04
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Ex. 8" C.I. Water FB 0143 PG 073

Ex. 8" C.I. Water FB 0179 PG 04

Ex. 8" Wastewater 411Q 1754 Sh. 4
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DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q 1754

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

2021

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Point Northing Easting Elev. Description

8
:5

7
:1
6
 
A

M
1/

2
8
/
2
0
2
1

XXX

PID: 4782

30-37W

30-37S

6,987,868.202

6,987,893.000

2,527,873.447

2,527,582.806

521.509

515.302

MAPSCO: 38-Q

8" WASTEWATER & WATER  MAINS

CP-1 X-CUT

CP-2 X-CUT

ELEV = 521.61

 

BENCHMARK 1

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

HEALEY DRIVE

FROM LARRY DRIVE WEST

SOUTHWEST CORNER OF HEALEY DR. AND LARRY DR.

SQUARE CUT ON CONCRETE CURB AT MIDPOINT ON THE 

FERGUSON RD.

INLET ON THE SOUTHEAST CORNER OF HILLGLEN DR. AND 

SQUARE CUT ON CONCRETE CURB OF STORM SEWER DROP 

Technologies, Inc.

& Construction Managers

Engineers, Surveyors, Environmental Services
No. F-4025

Engineers Firm Registration

Texas Board of Professional

Dallas, Texas 75238

11325 Pegasus Street, Suite S-215

BDS Technologies, Inc.

ELEV = 522.26

BENCHMARK COD 2

NOTES:

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.3.

PAY ITEM.

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS2.

THE SURVEY.  DESIGNED ON GRID COORDINATES.

ON 11/11/19.  THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE GROUND SURVEY WAS PERFORMED BY BDS TECHNOLOGIES, INC.1.
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Stone

Park

5+00
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2+00

5/8"IRF

Concrete Pavement

WM
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PP WM
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PP
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k
 
F
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e

FH

Sign

PP

TC

WV

ET

1/2"YC

1/2"IRF

1/2"IRF

1/2"IRF

Concrete Pavement

Driveway

Conc. 

Driveway

Conc. 

Driveway

Conc. 
Driveway

Conc. 

Driveway
Conc. 

Concrete S/W

Concrete S/W

Driveway
Conc. 

Driveway

Conc. 

Driveway

Conc. 

R
e
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in
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g
 
w
a
ll

Driveway

Conc. 

Elec Ped.

Tree

14" Magnola

Tree

16" Cedarelm

6" Tree

8" Oak Tree

Crepe Myrtle
Crepe Myrtle

Tree

22" Oak 

Tree

22" Pecan

Tree

18" Pecan

Box

Signal 

Traffic 

Myrtle

Crepe 

Myrtle

Crepe 

Myrtle

Crepe 

Myrtle

Crepe 

MH

Gas 

CO CO

CO

CP#675

Myrtle

Crepe 

8" WW

8" WATER

8" WW

CONSTRUCT 8" WASTEWATER MAIN

Built 1955

Abandon Ex. 8" WW 

T = 105.2'

L = 207.6'

R = 534.0'

  = 22°16'46.4"

CURVE DATA

PROP WATER

E
: 
2
5
2
8
0
17
.0

2

N
: 
6
9
8
7
9
0
8
.7
9

P
.T
. 
= 

3
+8

9
.0

0

E
: 
2
5
2
8
2
2
2
.3

9

N
: 
6
9
8
7
8
8
8
8
.8

6

P
.C
. 
= 

1+8
1.4
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PT Sta. 3+89.0      

8" ON 0.40%
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Ex. 8" Water

Abandon 
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Ex. 8" W
W @3.80
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1 - 8" Gate Valve  

Install:

E 2528297.26

N 6987866.42

Sta. 1+03.3 ~ 8" Water

to the City of Dallas

8" Gate Valve. Deliver

Remove and Salvage 
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Conn. Prop. 8" WW Out (W)

Conn. Prop. 8" WW In (SE)

RIM Elev. = 522.79

Construct 4.0' Dia WWMH

E 2528086.69

N 6987902.89

Sta. 6+07.3 ~ 8" WW 

P
C
 
S
ta
. 
1+
8
1.
4

4'
Ex. 8" Water

Cut and Plug

Ex. 8" WW @0.40% (Min 6' Lt)
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Ex. 8" WW (Min 4' 
Lt)

7
.1
'

Prop. 8" Water (Min 7.1' Lt)

8
.1
'

Prop. 8" Water (Min 8.1' Lt)

Class "B-1a" Embedment

ASTM D2241 (SDR 26) / D-3139

Pressure Rating 160 psi

335 L.F. 8" PVC Wastewater Pipe

4.0' Minimum Cover (No Profile)

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 478 LF 8" PVC WATER MAIN

Location and Elevation

Contractor to Field Verify

Connect to Ex. 6" Water

2 -  6" 45° Horiz. Bends

5 LF of 6" PVC Water Pipe

1 - 8"x6" Reducer

25 LF of 8" PVC Water Pipe

1 - 8" Gate Valve

1 - 8"x8" Tee

Install:

E 2528316.99

N 6987860.51

Sta. 0+32.7 ~ 8" Water

520

525 525

520

Conn. Prop. 8" WW Out (NW)

RIM Elev.= 525.04

Construct WWAD

E 2528261.27

N 6987869.83

Sta. 7+85.0 ~ 8" WW 

530

535535

530
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Location and Elevation

Contractor to Field Verify

Connect to Ex. 8" Water

1 - 8" 45° Horiz. Bend

Install:

E 2528395.74

N 6987840.98

Sta. 0+00.0 ~ 8" Water

Ex. 8" Water

Cut and Plug

1 - 8" 45° Horiz. Bend

Install:

E 2528390.90

N 6987838.36

Sta. 0+05.5 ~ 8" Water

(DR-14) Water Pipe

15 LF of 6" PVC C900

1 - Fire Hydrant

1 - 6" Gate Valve

1 - 8" Gate Valve

1 - 8"x6" Tee

Install:

E 2528386.59

N 6987839.65

Sta. 0+10.0 ~ 8" Water

the City of Dallas

Ex. FH. Deliver to 

Remove & Salvage
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PROJECT   LOCATION
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10" WW 10" WW

535

570

565

560

555

550

545

540

530

0+00 1+00 2+00 3+00 4+00

8" WATER

535

570

565

560

555

550

545

540

530

4.0' Minimum Cover (No Profile)

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 281 LF 8" PVC WATER MAIN
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.1
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5
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5
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Ex. 6"  Water

Abandon 

Ex. FH to the City

Remove and Deliver 

E
x
. 
8
" 

W
a
te
r
 
C
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s
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g

S
ta
. 
1+
6
2
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~
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W

W
 

14
.2
'

4
.9
'

Ex. 6" Water

Cut & Plug

Ex. 6" Water

Cut & Plug

Ex. Pavement

(to be Abandoned)

(to be Abandoned)

(Min. 5.1' Lt)

Ex. 54" RCP
(Min. 4.7' Lt)

Ex. 54" RCP

Ex. 54" RCP

(See Technical Specifications)

Ex. 10" Conc. WW Pipe by Pipe Bursting

(ASTM F714 DR-11) Inside

450 L.F. 10" HDPE Wastewater Pipe

Conn. Prop. 10" Out (S)

Conn. Prop. 10" WW In (N)

Construct 4.0' Dia. WWMH 

Remove Ex. WWMH

E 2499167.25

N 6988362.26

Sta. 0+57.9 ~ 10" WW 

10" WW

Conn. 10" WW In (N)

Rehabilitate Ex. 4.0' Dia. WWMH 

E 2499172.70

N 6988304.58

Sta. 0+00.0 ~ 10" WW 

Elev. Unk.

Ex. 8" Water

Elev. Unk.

Ex. 6" Gas

FL=560.85+/-

Ex. 21" RCP

(per as-builts)

FL=560.5+/-

Ex. 48" RCP

2 - 8" 45° Vert. Bends

Install:

Sta. 1+86.6 & 1+88.2 ~ 8" Water

C900 (DR-14)

8 LF of 6" PVC Water 

1 - Fire Hydrant

1 - 6" Gate Valve

1 - 8" Gate Valve

1 - 8"x6" Tee

Install:

E 2499178.70

N 6988650.57

Sta. 1+77.0 ~ 8" Water

Conn. Ex. 8" WW IN (E)
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BENCHMARKS & CONTROL POINTS
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0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377
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Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

JAN.

X-CUT

NOTES:

WORCOLA STREET

28-28W, 29-28W

2,499,130.18 566.75

28-28S, 29-28S

FROM MERRIMAC AVE. TO ALLEY NORTH OF ANITA ST.
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R
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A

COD BENCHMARK 36-N-7

 

ELEV = 566.77

COD BENCHMARK 36-P-1S

ELEV = 582.724

A SQUARE IS CUT AT MIDPOINT OF CONCRETE CURB

ON TOP OF THE SOUTHEAST CORNER OF THE INTERSECTION

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

OF A STORM SEWER DROP INLET ON THE NORTHEAST CORNER OF THE

INTERSECTION

CP-102 6,988,631.54

CP-103 6,988,916.61 2,499,202.92 569.89

CP-104 6,989,224.90 2,499,126.91 571.57

8" WATER & 10" WASTEWATER MAINS

1. THE GROUND SURVEY WAS PERFORMED BY CP&Y, INC.

ON 03/03/20.  THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE SURVEY.  DESIGNED ON GRID COORDINATES.

2. CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

PAY ITEM.

3. ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.
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DALLAS WATER UTILITIES
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BENCHMARKS & CONTROL POINTS

0' 20' 40'
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0' 6' 12'
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CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377
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Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

JAN.

X-CUT

NOTES:

WORCOLA STREET

28-28W, 29-28W

2,499,130.18 566.75

28-28S, 29-28S

FROM MERRIMAC AVE. TO ALLEY NORTH OF ANITA ST.
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A

COD BENCHMARK 36-N-7

 

ELEV = 566.77

COD BENCHMARK 36-P-1S

ELEV = 582.724

A SQUARE IS CUT AT MIDPOINT OF CONCRETE CURB

ON TOP OF THE SOUTHEAST CORNER OF THE INTERSECTION

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

OF A STORM SEWER DROP INLET ON THE NORTHEAST CORNER OF THE

INTERSECTION

CP-102 6,988,631.54

CP-103 6,988,916.61 2,499,202.92 569.89

CP-104 6,989,224.90 2,499,126.91 571.57

8" WATER & 10" WASTEWATER MAINS

1. THE GROUND SURVEY WAS PERFORMED BY CP&Y, INC.

ON 03/03/20.  THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE SURVEY.  DESIGNED ON GRID COORDINATES.

2. CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

PAY ITEM.

3. ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.
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Ex. 10" VCT Wastewater

Ex. 6" Water
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Ex. 10" VCT Wastewater
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4.0' Minimum Cover (No Profile)

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 450 LF 8" PVC WATER MAIN
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Location and Elevation

Contractor to Field Verify

Connect to Ex. 8" Water Pipe

(DR-14) Water Pipe

12 LF of 8" PVC C900 

1 - 8" 90° Horiz. Bend

1 - 8" Gate Valve

2 - 8"x8" Tees

Install:

E 2499177.21

N 6988785.74

Sta. 3+12.2 ~ 8" Water

Ex. FH to the City

Remove & Deliver 

Ex. 6" Water

Cut & Plug

Ex. 6" Water

Cut & Plug

Ex. 6" Water

Cut & Plug

(to be Abandoned) (to be Abandoned) (to be Abandoned)

(4.8' Lt)

Ex. 54" RCP

(4.8' Lt)

Ex. 54" RCP

2 - 8" 45° Vert. Bends

Install: 

Sta. 4+28.5 & 4+30.8 ~ 8" Water

2 - 8" 45° Vert. Bends

Install: 

Sta. 4+93.3 & 4+95.6 ~ 8" Water

(See Technical Specifications)

Ex. 10" Conc WW Pipe by Pipe Bursting

(ASTM F714 DR-11) Inside

450 L.F. 10" HDPE Wastewater Pipe

FL=558.93+/-

Ex. 8" Water

over Ex. 8" WW Main

Center Water Line Joint

(DR-14) Water Pipe

8 LF of 6" PVC C900 

1 - Fire Hydrant

1 - 6" Gate Valve

1 - 8" Gate Valve

1 - 8"x6" Tee
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Sta. 4+85.0 ~ 8" Water
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Contractor to Field Verify

Connect to Ex. 8" Tee

(DR-14) Water Pipe

11 LF of 8" PVC C900 

1 - 8" 90° Horiz. Bend

1 - 8" Gate Valve

1 - 8"x8" Tee

Install:

Ex. 8"x6" Reducer

Remove:
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Sta. 6+22.7 ~ 8" Water

Conn. Ex. 6" WW IN (E)

Conn. Ex. 8" WW In (W)

Conn. Prop. 10" WW Out (S)

Conn. Prop. 10" WW In (N)

Construct 4.0' Dia. WWMH

Remove Ex. WWMH 
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Sta. 7+79.9 ~ 10" WW 
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Conn. Prop. 10" WW In (N)

Construct 4.0' Dia. WWMH

Remove Ex. WWMH 
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N 6988773.43

Sta. 4+69.1 ~ 10" WW 
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CONSTRUCT 10" WASTEWATER MAIN

Inside Ex. 10" WW Built in 1940

Ex. 10" WW on 0.78%

Ex. 10" WW on 0.78%

Ex. 10" WW on 0.78%

Ex. 10" WW on 0.62%
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DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q 0271

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

2021

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Point Northing Easting Elev. Description

2
/
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/
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2
1

7
:3

2
:2
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A

M

PID: 2991

MAPSCO: 36-J

X-CUT

X-CUT

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

JAN.

X-CUT

NOTES:

WORCOLA STREET

28-28W, 29-28W

2,499,130.18 566.75

28-28S, 29-28S

FROM MERRIMAC AVE. TO ALLEY NORTH OF ANITA ST.

W
O

R
C

O
L

A

COD BENCHMARK 36-N-7

 

ELEV = 566.77

COD BENCHMARK 36-P-1S

ELEV = 582.724

A SQUARE IS CUT AT MIDPOINT OF CONCRETE CURB

ON TOP OF THE SOUTHEAST CORNER OF THE INTERSECTION

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

OF A STORM SEWER DROP INLET ON THE NORTHEAST CORNER OF THE

INTERSECTION

CP-102 6,988,631.54

CP-103 6,988,916.61 2,499,202.92 569.89

CP-104 6,989,224.90 2,499,126.91 571.57

1. THE GROUND SURVEY WAS PERFORMED BY CP&Y, INC.

ON 03/03/20.  THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE SURVEY.  DESIGNED ON GRID COORDINATES.

2. CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

PAY ITEM.

3. ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.
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421Q-170, Sh. 6

Ex. 54" RCP Storm

421Q-170, Sh. 6

Ex. 54" RCP Storm
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Ex. 36" RCP Storm
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411Q-1458, Sh. 2

Ex. 10" VCT Wastewater

411Q-1458, Sh. 2

Ex. 10" VCT Wastewater
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411Q-271, Sh. 1

Ex. 8" VCT Wastewater

411Q-271, Sh. 1

Ex. 8" VCT Wastewater

421Q-170, Sh. 6

Ex. 39" RCP Storm

421Q-2595, Sh. 17

Ex. 60" RCP 
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FB 25, P. 23

Ex. 6" Water 

Ex. 10" WW on 0.62%

8" WW on 1.24%
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Ex. Pavement

10" WW

10+00 11+00 12+00 13+00

Ex. 6"  Water

Abandon 

4.0' Minimum Cover (No Profile)

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 450 LF 8" PVC WATER MAIN

8" WATER

(DR-14) Water

9 lf of 6" PVC C900 

1 - Fire Hydrant

1 - 6" Gate Valve

1 - 8"x6" Tee

Install:

E 2499171.74

N 6989284.72

Sta. 8+11.2 ~ 8" Water

Ex. FH to the City 

Remove & Deliver

1 - 8" Gate Valve

Install:

E 2499172.58

N 6989208.73

Sta. 7+35.2 ~ 8" Water

1 - 8" Gate Valve

Install:

E 2499168.94

N 6989553.71

Sta. 10+80.2 ~ 8" Water

1 - 8" Gate Valve

Install:

E 2499168.26

N 6989602.30

Sta. 11+28.8 ~ 8" Water

Ex. 6" Water

Cut & Plug

Ex. FH to the City 

Remove & Deliver

(to be Abandoned)
(to be Abandoned)

(to be Removed)
(to be Removed)

Elev. Unk.

Ex. 4" Gas

Elev. Unk.

Ex. 8" Water
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FL=565.74+/-

Ex. 36" RCP

Junction Box

Ex. 5.5'x16'-2"

 (4.0' Lt)
Ex. 39" RCP 

 (4.0' Lt)
Ex. 54" RCP 

Location and Elevation

Contractor to Field Verify

Connect to Ex. 6" Water

(DR-14) Water

14 LF of 6" PVC C900

41 LF of 8" PVC &

2 - 6" 45° Horiz. Bends

1 - 8"x6" Reducer

1 - 8" Gate Valve

2 - 8" 45° Vert. Bends

1 - 8"x8" Tee

Install:

E 2499168.43

N 6989587.13

Sta. 11+13.6 ~ 8" Water

 (4.0' Lt)
Ex. 54" RCP 
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2 - 8" 45° Vert. Bends

Install: 

Sta. 7+37.9 & 7+40.2 ~ 8" Water

2 - 8" 45° Vert. Bends

Install: 

Sta. 8+05.2 & 8+07.7 ~ 8" Water

2 - 8" 45° Vert. Bends

Install: 

Sta. 10+65.9 & 10+70.5 ~ 8" Water
2 - 8" 45° Vert. Bends

Install: 

8" Water

Sta. 11+48.6 & 11+50.9 ~ 

FL=563.64

Prop. 8" Water

8" WATER, 8" & 10" WASTEWATER MAINS

BTM=567.21

Ex. 6' Dia SSMH
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(DR-14) Water

8 LF of 6" PVC C900

1 - Fire Hydrant

1 - 6" Gate Valve

1 - 8" Gate Valve

1 - 8"x6" Tee

Install:

E 2499167.93

N 6989632.70

Sta. 11+35.2 ~ 8" Water

Connect to Ex. 8" Water

(DR-14)Water 

25 LF of 8" PVC C900 

2 - 8" 45° Horiz. Bends

1 - 8" Gate Valve

1 - 8"x8" Tee

Install:

E 2499168.79

N 6989558.23

Sta. 10+84.7 ~ 8" Water

Conn. Ex. 6" WW IN (E)

Conn. Ex. 6" WW In (W)

Conn. Prop. 10" WW Out (S)

Conn. Prop. 8" WW In (N)

Construct 4.0' Dia WWMH

Remove Ex. 4.0' Dia. WWMH 

E 2499154.14

N 6989407.30

Sta. 11+03.0 ~ 10" & 8" WW 

Location and Elevation

Contractor to Field Verify

Connect to Ex. 8" Water

(DR-14) Water

44 LF of 8" PVC C900 

2 - 8" 45° Horiz. Bends

4 - 8" 45° Vert. Bends

1 - 8"x8" Tee

2 - 8" Gate Valves

Install:

E 2499170.43

N 6989404.43

Sta. 9+30.9 ~ 8" Water

Ex. 4" Water

Cut & Plug

Ex. 8" Water

Cut & Plug

Location and Elevation

Contractor to Field Verify

Connect to Ex. 4" Water

(DR-14) Water

26 LF of 8" PVC C900 

1 - 8"x4" Reducer

2 - 8" 45° Horiz. Bends

2 - 8" Gate Valves

1 - 8"X8" Tee

Install:

E 2499170.37

N 6989409.61

Sta. 9+36.1 ~ 8" Water
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WASTEWATER MAINS

CONSTRUCT 8" AND 10" 

Inside Ex. 8" & 10" WW Built in 1940

Ex. 8" Water

Cut & Plug

Ex. 6" Water

Cut & Plug

Ex. 6" Water

Cut & Plug

by Open Cut

(ASTM F714 DR-11) 

Wastewater Pipe

8" HDPE 

25 L.F. 

(See Technical Specifications)

Ex. 8" Conc. WW Pipe by Pipe Bursting

(ASTM F714 DR-11) Inside

95 L.F. 8" HDPE Wastewater Pipe

(See Technical Specifications)

Ex. 8" Conc. WW Pipe by Pipe Bursting

(ASTM F714 DR-11) Inside

102 L.F. 8" HDPE Wastewater Pipe

(See Technical Specifications)

Ex. 10" Conc. WW Pipe by Pipe Bursting

(ASTM F714 DR-11) Inside

203 L.F. 10" HDPE Wastewater Pipe

by Open Cut

(ASTM F714 DR-11) 

8" HDPE Wastewater Pipe

25 L.F. 

PROJECT   LOCATION



DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q 0271

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

2021

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Point Northing Easting Elev. Description

2
/
3
/
2
0
2
1

7
:3

3
:3

7
 
A

M

PID: 2991

MAPSCO: 36-J

X-CUT

X-CUT

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

JAN.

X-CUT

NOTES:

WORCOLA STREET

28-28W, 29-28W

2,499,130.18 566.75

28-28S, 29-28S

FROM MERRIMAC AVE. TO ALLEY NORTH OF ANITA ST.

W
O

R
C

O
L

A

COD BENCHMARK 36-N-7

 

ELEV = 566.77

COD BENCHMARK 36-P-1S

ELEV = 582.724

A SQUARE IS CUT AT MIDPOINT OF CONCRETE CURB

ON TOP OF THE SOUTHEAST CORNER OF THE INTERSECTION

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

OF A STORM SEWER DROP INLET ON THE NORTHEAST CORNER OF THE

INTERSECTION

CP-102 6,988,631.54

CP-103 6,988,916.61 2,499,202.92 569.89

CP-104 6,989,224.90 2,499,126.91 571.57

8" WATER & 10" WASTEWATER MAINS

1. THE GROUND SURVEY WAS PERFORMED BY CP&Y, INC.

ON 03/03/20.  THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE SURVEY.  DESIGNED ON GRID COORDINATES.

2. CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

PAY ITEM.

3. ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.
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DAVID B. HAWKINS

I E
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WINTON

ANITA

ELLSWORTH

MATALEE

MARTEL

LONGVIEW

MORNINGSIDE

MERCEDES

MERRIMAC

MONTICELLO

RIDGEDALE

VANDERBILT

KENWOOD

PENROSE
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5601 LONGVIEW ST

5561 MARTEL AVE 

5601 MARTEL AVE 

5600 MARTEL AVE 
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421Q-169, Sh. 1

Ex. 36" RCP Storm

Ex. 6" Water FB 16, P. 32

411Q-555, Sh. 2

Ex. 8" Water 
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Ex. 30" RCP Storm
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421Q-169, Sh. 1

Ex. 36" RCP Storm
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411Q-271, Sh. 1

Ex. 8" VCT Wastewater

411Q-513, Sh. 1

Ex. 8" VCT Wastewater
411Q-513, Sh. 1

Ex. 8" VCT Wastewater
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8" WW on 1.14%

8" WW on 1.72%

8" WW on 1.24% Ex. 8" WW on 1.24%
Ex. 8" WW on 1.14%

Ex. 8" WW on 1.14%

Ex. 8" WW on 1.14%
Ex. 8" WW on 1.72%
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8" WW
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Ex. Pavement

8" WW

14+00 15+00 16+00 17+00 18+00

575

580 580

575

Ex. 6"  Water

Abandon 

4.0' Minimum Cover (No Profile)

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 450 LF 8" PVC WATER MAIN

8" WATER

1 - 8" Gate Valve

Install:

E 2499166.72

N 6989743.07

Sta. 12+69.6 ~ 8" Water
1 - 8" Gate Valve

Install:

E 2499165.45

N 6989858.69

Sta. 13+85.2 ~ 8" Water

(DR-14) Water

9 LF of 6" PVC C900

2 - 8" Gate Valves

1 - Fire Hydrant

1 - 6" Gate Valve

1 - 8"x6" Tee

Install:

E 2499164.83

N 6989915.49

Sta. 14+42.0 ~ 8" Water

Ex. FH to the City

Remove & Deliver

1 - 8" Gate Valve

Install:

E 2499163.37

N 6990048.65

Sta. 15+75.2 ~ 8" Water

Elev. Unk

Ex. 4" Gas
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Elev. Unk

Ex. 8" Water
FL=573.25+/-

Ex. 15" RCP

FL=572.70+/-

Ex. 15" RCP

FL=572.00+/-

Ex. 15" RCP

Ex. 8" Water

Cut & Plug

Ex. 30" RCP (6.8' Rt)

Ex. 36" RCP (6.4' Rt)

6
.4
'

19
.4
'

8
.8
'

15
.2
'

15
.4
'

2 - 8" 45° Vert. Bends

Install: 

Sta. 13+88.4 & 13+90.9 ~ 8" Water

Location and Elevation 

Contractor to Field Verify

Connect to Ex. 8" Water

1 - 8" Gate Valve

1 - 8"x8" Tee

Install:

1 - 8"x8" Tee

1 - 8" Gate Valve

Remove Ex:

E 2499165.09

N 6989891.59

Sta. 14+18.1 ~ 8" Water

2 - 8" 45° Vert. Bends

Install: 

Sta. 14+55.2 & 14+58.4 ~ 8" Water

Location and Elevation

Contractor to Field Verify

Connect to Ex. 8" Water

(DR-14) Water

9 LF of 8" PVC C900 

2 - 8" 45° Horiz. Bends

1 - 8"x8" Tee

Install:

Ex. 8"x6" Reducer

Remove:

E 2499163.42

N 6990043.95

Sta. 15+70.5 ~ 8" Water

(See Technical Specifications)

Ex. 8" Conc. WW Pipe by Pipe Bursting

(ASTM F714 DR-11) Inside

450 L.F. 8" HDPE Wastewater Pipe

8" 

Over Ex. 8" WW Main

Center Water Line Joint

Over Ex. 8" Water Main

Center WW Main Joint

Conn. Ex. 8" WW In (E)

Conn. Ex. 6" WW In (W)

Conn. Prop. 8" WW Out (S)

Conn. Prop. 8" WW In (N)

Construct 4.0' Dia. Drop WWMH

Remove Ex. WWMH 

E 2499148.18

N 6990039.80

Sta. 17+35.6 ~ 8" WW 

Conn. Ex. 8" WW In (E)

Conn. Ex. 6" WW In (W)

Conn. Prop. 8" WW Out (S)

Conn. Prop. 8" WW In (N)

Construct 4.0' Dia. WWMH

Remove Ex. WWMH 

E 2499151.76

N 6989732.83

Sta. 14+28.6 ~ 8" WW 

Location and Elevation

Contractor to Field Verify

Connect to Ex. 8" Water

1 - 8" Gate Valve

1 - 8"x8" Tee

Install:

E 2499166.78

N 6989737.82

Sta. 12+64.3 ~ 8" Water
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CONSTRUCT 8" WASTEWATER MAIN

Inside Ex. 8" WW Built in 1940

Ex. 6" Water

Cut & Plug

PROJECT   LOCATION



DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q 0271

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

2021

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Point Northing Easting Elev. Description

2
/
3
/
2
0
2
1

7
:3

4
:2

0
 
A

M

PID: 2991

MAPSCO: 36-J

X-CUT

X-CUT

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

JAN.

X-CUT

NOTES:

WORCOLA STREET

28-28W, 29-28W

2,499,130.18 566.75

28-28S, 29-28S

FROM MERRIMAC AVE. TO ALLEY NORTH OF ANITA ST.

W
O

R
C

O
L

A

COD BENCHMARK 36-N-7

 

ELEV = 566.77

COD BENCHMARK 36-P-1S

ELEV = 582.724

A SQUARE IS CUT AT MIDPOINT OF CONCRETE CURB

ON TOP OF THE SOUTHEAST CORNER OF THE INTERSECTION

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

OF A STORM SEWER DROP INLET ON THE NORTHEAST CORNER OF THE

INTERSECTION

CP-102 6,988,631.54

CP-103 6,988,916.61 2,499,202.92 569.89

CP-104 6,989,224.90 2,499,126.91 571.57

8" WATER & 10" WASTEWATER MAINS

1. THE GROUND SURVEY WAS PERFORMED BY CP&Y, INC.

ON 03/03/20.  THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE SURVEY.  DESIGNED ON GRID COORDINATES.

2. CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

PAY ITEM.

3. ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.
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REVERE

MALCOLM

MONTICELLO

MARQUITA

H
O

M
E

R

M
A

T
IL

D
A

D
E

L
M

A
R

B
R

E
M

E
N

C
O

N
C

H
O

McCOMMAS
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18+00 19+00 20+00 21+00 22+00

17+00 18+00 19+00 20+00

5550 MATALEE AVE

5602  MATALEE AVE

5547 MATALEE AVE

5540 ELLSWORTH AVE 

5600 ELLSWORTH AVE 

5603 MATALEE AVE

D/2907

BLK
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CP 20
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Wood Fence
Rock Columns
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Pavement

Asphalt
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WV 
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16" Live Oak

Wood Fence
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421Q-169, Sh. 2

Ex. 30" RCP Storm

421Q-169, Sh. 2

Ex. 30" RCP Storm

421Q-169, Sh. 2

Ex. 30" RCP Storm

411Q-513, Sh. 1

Ex. 8" VCT Wastewater

411Q-513, Sh. 2

Ex. 8" VCT Wastewater
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FB 17, P. 32

Ex. 6" Water 

FB 30, P. 48

Ex. 6" Water 

FB 30, P. 48

Ex. 6" Water 
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8" WW on 1.67%

8" WW on 1.72%
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Ex. 8" WW on 1.72%

Ex. 8" WW on 1.72%
Ex. 8" WW on 1.67%
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8" WW

570

565

560

555

550

570

565

560

555

550

Ex. Pavement

8" WW

18+00 19+00 20+00 21+00 22+00

575

580 580

575

8" WW

4.0' Minimum Cover (No Profile)

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 450 LF 8" PVC WATER MAIN

Ex. 6"  Water

Abandon 

1 - 8" Gate Valve

Install:

E 2499161.55

N 6990214.46

Sta. 17+41.0 ~ 8" Water

Ex. 6" Water

Cut & Plug 

Ex. 6" Water

Cut & Plug 

Ex. FH to the City

Remove & Deliver (DR-14) Water

15 LF of 6" PVC C900

1 - Fire Hydrant

1 - 6" 90° Horiz. Bend

1 - 6" Gate Valve

1 - 8" Gate Valve

1 - 8"x6" Tee

Install:

E 2499161.09

N 6990256.52

Sta. 17+83.0 ~ 8" Water

1 - 8" Gate Valve

Install:

E 2499159.43

N 6990407.65

Sta. 19+34.2 ~ 8" Water
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FL=577.66+/-

Ex. 15" RCP

FL=578.96+/-

Ex. 15" RCP
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FL=578.16+/-

Ex. 15" RCP
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Elev. Unk.

Ex. 4" Gas

15
.8
'
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'

18
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7
.7
'

2 - 8" 45° Vert. Bends

Install: 

Sta. 17+74.2 & 17+76.1 ~ 8" Water

2 - 8" 45° Vert. Bends

Install: 

Sta. 17+58.8 & 17+63.6 ~8" Water

FL=578.98

Prop. 8" Water

Ex. 4" Water

Cut & Plug 

(PID 2997)

Connect to Prop. 8" Water 

1 - 8"x8" Tee

Install:

E 2499159.33

N 6990417.00

Sta. 0+00.0 ~ 8" Water (PID 2997)

Sta. 19+43.5 ~ 8" Water=

8" WATER

Conn. Ex. 6" WW (W)

Conn. Prop. 8" WW In (E)

Conn. Prop. 8" WW Out (S)

Conn. Prop. 8" WW In (N)

Const. 4.0' Dia WWMH

Remove Ex. WWMH 

E 2499144.00

N 6990412.73

Sta. 0+00.0 ~ 8" WW (PID 2997)

Sta. 21+08.6 ~ 8" WW =

(See Technical Specifications)

Ex. 8" Conc. WW Pipe by Pipe Bursting

(ASTM F714 DR-11) Inside

450 L.F. 8" HDPE Wastewater Pipe

8"

585 585

Pull Pipe   0°59'43.5" (Up)

E 2499160.94

N 6990269.76

Sta. 17+69.3 ~ 8" Water

Under Proposed 8" Water Main

Center Prop. WW Main Joint

Joint Over Prop. 8" WW Main

Center Prop. Water Line 

Location and Elevation

Contractor to Field Verify

Connect to Ex. 8" Water

(DR-14) Water

22 LF of 8" PVC C900 

2 - 8" 45° Vert. Bends

1 - 8" Gate Valve

1 - 8"x8" Tee

Install:

Bend

Remove Ex. 8" 45° Horiz. 

E 2499161.22

N 6990244.31

Sta. 17+70.8 ~ 8" Water
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(SEE 411Q-0513, SHT. 003)

PROP. 8" WATER-PID 2997

(SEE 411Q-0513, SHT. 003)

PROP. 8" WW-PID 2997

CONSTRUCT 8" WASTEWATER MAIN

Inside Ex. 8" WW Built in 1940

PROJECT   LOCATION
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DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q 0271

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

2021

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Point Northing Easting Elev. Description
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A

M

PID: 2991

MAPSCO: 36-J

X-CUT

X-CUT

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

JAN.

X-CUT

NOTES:

WORCOLA STREET

28-28W, 29-28W

2,499,130.18 566.75

28-28S, 29-28S

FROM MERRIMAC AVE. TO ALLEY NORTH OF ANITA ST.

W
O

R
C

O
L

A

COD BENCHMARK 36-N-7

 

ELEV = 566.77

COD BENCHMARK 36-P-1S

ELEV = 582.724

A SQUARE IS CUT AT MIDPOINT OF CONCRETE CURB

ON TOP OF THE SOUTHEAST CORNER OF THE INTERSECTION

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

OF A STORM SEWER DROP INLET ON THE NORTHEAST CORNER OF THE

INTERSECTION

CP-102 6,988,631.54

CP-103 6,988,916.61 2,499,202.92 569.89

CP-104 6,989,224.90 2,499,126.91 571.57

8" WATER & 10" WASTEWATER MAINS

1. THE GROUND SURVEY WAS PERFORMED BY CP&Y, INC.

ON 03/03/20.  THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE SURVEY.  DESIGNED ON GRID COORDINATES.

2. CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

PAY ITEM.

3. ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.
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Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 450 LF 8" PVC WATER MAIN

Ex. 6"  Water

Abandon 

Ex. 6" Water

Cut & Plug 

Ex. FH to the City

Remove & Deliver

8" WW
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Ex. 6" Water

Cut & Plug 

1 - 8" Gate Valve

Install:

E 2499157.73

N 6990562.64

Sta. 20+89.2 ~ 8" Water

(DR-14) Water

15 LF of 6" PVC C900

1 - Fire Hydrant

1 - 6" Gate Valve

1 - 8" Gate Valve

1 - 8"x6" Tee

Install:

E 2499157.29

N 6990603.29

Sta. 21+29.8 ~ 8" Water

1 - 8" Gate Valve

Install:

E 2499155.54

N 6990762.34

Sta. 22+88.9 ~ 8" Water

Ex. 6" Water

Cut & Plug 

Ex. 6" Water

Cut & Plug 

1 - 8" Gate Valve

Install:
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N 6990780.94

Sta. 23+07.5 ~ 8" Water

1 - 8" Gate Valve

Install:
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N 6990928.62

Sta. 24+55.2 ~ 8" Water
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Ex. FH to the City

Remove & Deliver
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FL=582.65+/-

Ex. 15" RCP

FL=583.24+/-

Ex. 15" RCP

Elev. Unk.

Ex. 6" Water

FL=584.06+/-

Ex. 15" RCP

Elev. Unk.

Ex. 4" Gas

Elev. Unk.

Ex. 15" RCP Elev. Unk.

Ex. 15" RCP

Elev. Unk.

Ex. 6" Water

Elev. Unk.

Ex. 15" RCP
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Ex. 24" RCP (6.9' Rt)
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Ex. 24" RCP (6.9' Rt)

2 - 8" 45° Vert. Bends

Install: 

Sta. 21+35.0 & 21+38.9 ~ 8" Water

Location and Elevation

Contractor to Field Verify

Connect to Ex. 6" Water

(DR-14) Water

19 LF of 6" PVC C900

38 LF of 8" PVC C900 

2 - 6" 45° Horiz. Bends

1 - 8"x6" Reducer

1 - 8" Gate Valve

4 - 8" 22.5° Vert. Bends

1 - 8"x8" Tee

Install:

E 2499157.42

N 6990590.71

Sta. 21+17.3 ~ 8" Water

FL=589.33

Prop. 8" Water

FL=584.67

Prop. 8" Water

Location and Elevation

Contractor to Field Verify

Connect to Ex. 6" Water

(DR-14) Water

17 LF of 6" PVC C900

38 LF of 8" PVC C900 

2 - 6" 45° Horiz. Bends

1 - 8"x6" Reducer

1 - 8" Gate Valve
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Install:
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15 LF of 8" PVC C900
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1 - 8" Gate Valve
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Install:
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Sta. 22+97.2 ~ 8" Water

8"

(See Technical Specifications)

Ex. 8" Conc. WW Pipe by Pipe Bursting

(ASTM F714 DR-11) Inside

450 L.F. 8" HDPE Wastewater Pipe

2 - 8" 45° Vert. Bends

Install: 

Sta. 25+24.8 & 25+27.7 ~8" Water

2 - 8" 45° Vert. Bends

Install: 

Sta. 24+48.0 & 24+51.4 ~8" Water

(DR-14) Water

10 LF of 6" PVC C900 

1 - Fire Hydrant

1 - 6" Gate Valve

1 - 8"X6" Tee

1 - 8" Gate Valve

Install:
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Sta. 25+06.6 ~ 8" Water

Conn. Ex. 6" WW In (W)

Conn. Prop. 8" WW Out (S)

Conn. Prop. 8" WW In (N)

Const. 4.0' Dia WWMH

Remove Ex. 4.0' Dia WWMH 

E 2499141.32

N 6990772.71

Sta. 24+68.5 ~ 8" WW 
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CONSTRUCT 8" WASTEWATER MAIN

Inside Ex. 8" WW Built in 1940

PROJECT   LOCATION



DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q 0271

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

2021

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Point Northing Easting Elev. Description

2
/
3
/
2
0
2
1

7
:3

6
:1
7
 
A

M

PID: 2991

MAPSCO: 36-J

X-CUT

X-CUT

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

JAN.

X-CUT

NOTES:

WORCOLA STREET

28-28W, 29-28W

2,499,130.18 566.75

28-28S, 29-28S

FROM MERRIMAC AVE. TO ALLEY NORTH OF ANITA ST.

W
O

R
C

O
L

A

COD BENCHMARK 36-N-7

 

ELEV = 566.77

COD BENCHMARK 36-P-1S

ELEV = 582.724

A SQUARE IS CUT AT MIDPOINT OF CONCRETE CURB

ON TOP OF THE SOUTHEAST CORNER OF THE INTERSECTION

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

OF A STORM SEWER DROP INLET ON THE NORTHEAST CORNER OF THE

INTERSECTION

CP-102 6,988,631.54

CP-103 6,988,916.61 2,499,202.92 569.89

CP-104 6,989,224.90 2,499,126.91 571.57

8" WATER & 10" WASTEWATER MAINS

1. THE GROUND SURVEY WAS PERFORMED BY CP&Y, INC.

ON 03/03/20.  THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE SURVEY.  DESIGNED ON GRID COORDINATES.

2. CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

PAY ITEM.

3. ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.
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8" WATER
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Ex. Pavement
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Ex. 6" Water

Cut & Plug 

Ex. 6"  Water

Abandon 

4.0' Minimum Cover (No Profile)

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 120 LF 8" PVC WATER MAIN

1 - 8" Gate Valve

Install:

E 2499151.68

N 6991114.61

Sta. 26+41.2 ~ 8" Water
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(See Technical Specifications)

Ex. 8" Conc. WW Pipe by Pipe Bursting

(ASTM F714 DR-11) Inside

123 L.F. 8" HDPE Wastewater Pipe

1 - 8" 45° Horiz. Bend

Install:

E 2499151.62

N 6991124.59

Sta. 26+47.2 ~ 8" Water

(PID 2992)

Connect to Prop. 8" Water 

1 - 8" 45° Horiz. Bend
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E 2499155.57

N 6991124.65

Sta. 0+00.0 ~ 8" Water (PID 2992)

Sta. 26+52.8 ~ 8" Water=

Conn. Ex. 8" WW In (E)

Conn. Ex. 8" WW In (W)

Conn. Prop. 8" WW Out (S)

Construct 4.0' Dia. WWMH

Remove Ex. WWMH 

E 2499137.80

N 6991127.61

Sta. 28+23.3 ~ 8" WW 
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(SEE 411Q-2001, SHT. 480)

PROP. 8" WATER -PID 2992

CONSTRUCT 8" WASTEWATER MAIN

Inside Ex. 8" WW Built in 1940

PROJECT   LOCATION









15' ALLEY

8" WATER

2
4
'

1 - 8" Gate Valve  
Install:

E 2510766.41

N 6995974.46

Sta. 0+33.0 ~ 8" Water

Ex. 4" Water

Cut and Plug

Ex. 4" Water

Abandon 

4.0' Minimum Cover (No Profile)

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 198 LF 8" PVC WATER MAIN

(411Q-1696, SH. 018)

8" WATER, PID 2964

(PID 2964)

Connect to Prop. 8"x8" Tee
E 2510737.05

N 6995959.39

Sta. 1+95.5 ~ 8" Water (PID 2964)
Sta. 0+00.0 ~ 8" Water =

Install:

E 2510900.73

N 6996043.45

Sta. 1+84.0 ~ 8" Water
1 - Fire Hydrant

(DR-14) Water Pipe
10 LF of 6" PVC (C900)
1 - 6" Gate Valve 

1 - 8"x6" Reducer

Install:

E 2510913.43

N 6996061.75

Sta. 2+08.0 ~ 8" Water
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BLK A/4405

PT LOT 1

VOL. 99109 PG. 1623 
MCCAIN LARRY B & DIANE H

7007  HILLGREEN CIR

7011  HILLGREEN CIR

PT LOTS 1 & 2

VOL. 2002086 PG. 2574 
SHAHAN WAYNE R & MARGARET

7015  HILLGREEN CIR

PT LOTS 2, 3 & 4

VOL. 2003165 PG. 9332 
ROBERT W

VETKOETTER JUDY HALE &

7021  HILLGREEN CIR

PT LOTS 3, 4 & 5

INST #201600140091
HOWLAND ASHLEY & MATTHEW
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Ex. 8" Wastewater 411Q 1696 Sh. 3

Ex. 15" Storm
 Sewer 421Q 
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DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q 1696

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

2021

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Point Northing Easting Elev. Description
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M
1/
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/
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2
1

PID: 2965

26-31W

26-32S

6,996,051.492

2,510,868.225

2,510,652.302

492.056

498.894

MAPSCO: 37-E

CP-1 X-CUT

CP-2 X-CUT

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

Technologies, Inc.

& Construction Managers

Engineers, Surveyors, Environmental Services
No. F-4025

Engineers Firm Registration

Texas Board of Professional

Dallas, Texas 75238

11325 Pegasus Street, Suite S-215

BDS Technologies, Inc.

8" WATER MAIN

HILLGREEN CIRCLE

FROM HILLGREEN DRIVE EAST

ELEV = 517.94

 

BENCHMARK COD 1

ELEV. 527.37

BENCHMARK COD 2

DR. AT 7349 ROCKHURST DR. 

NORTHEAST CORNER OF MIDDLEBURRY DR. AND ROCKHURST 

SQUARE CUT ON CENTER RADIUS CONCRETE CURB 

OF PATRIC DR. AND FISCHER RD.

STD WDBM 5 FEET FROM END OF CURB SOUTHEAST CORNER 

6,996,032.93

NOTES:

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.3.

PAY ITEM.

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS2.

THE SURVEY.  DESIGNED ON GRID COORDINATES.

ON 10/25/19.  THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE GROUND SURVEY WAS PERFORMED BY BDS TECHNOLOGIES, INC.1.
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Ex. 8" Water

Cut and Plug

Ex. 8" Water

Abandon 

4.0' Minimum Cover (No Profile)

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 226 LF 8" PVC WATER MAIN

8
" 

W
A

T
E

R

Location and Elevation
Contractor to Field Verify
Connect to Ex. 8" Water
2 - 8" 45° Horiz. Bends
Install:

E 2510749.15

N 6995932.24

Sta. 2+26.0 ~ 8" Water

1 - 8" Gate Valve

Install:

E 2510749.15

N 6995936.51

Sta. 2+21.4 ~ 8" Water

1 - 8"x8" Tee

Install:

E 2510737.05

N 6995959.39

Sta. 0+00.0 ~ 8" Water (PID 2965)
Sta. 1+95.5 ~ 8" Water =

1 - 8" Gate Valve

Install:

E 2510665.53

N 6996060.95

Sta. 0+70.6 ~ 8" Water
(PID 2963)

Connect to Prop. 8"x8" Tee
E 2510654.14

N 6996071.79

Sta. 14+04.6 ~ 8" Water (PID 2963)
Sta. 0+54.8 ~ 8" Water =

T = 47.4'

L = 94.06'

R = 290.0'

  = 18°35'04"

CURVE DATA

PROP WATER
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CLASS "C+" EMB.

AWWA C900 (DR-14)

8" PVC WATER PIPE

8" on 0.00%

Ex. Pavement

2' Min

FL=491.63+/-

Ex. 30" RCP
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Install: 2 - 8" 45° Vert. Bends
Sta. 0+64.5 & 0+68.2 ~ 8" Water
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Install: 2 - 8" 45° Vert. Bends
Sta. 0+45.3 & 0+50.0 ~ 8" Water
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Elev. Unk.

Ex. 4" Gas

8" on -100%
8" on +100%

4' Min

F
L
 
8
" 

4
8
8
.6

5

F
L
 
8
" 

4
8
8
.6

5

F
L
 
8
" 

4
9
2
.3

5

F
L
 
8
" 

4
9
3
.3

5

Location and Elevation

Contractor to Field Verify

Connect to Ex. 12" Water.

AWWA C-900 Water Pipe

20 LF of 12" PVC (DR-14)

Install:

Plug Ex. 8" Water

Remove Ex. 12" x 8" Tee

Location and Elevation
Contractor to Field Verify 
Connect to Prop. 12" Water
1 - 8" Gate Valve

1 - 12"x8" Tee

Install:

E 2510614.40

N 6996109.57

Sta. 0+00.0 ~ 8" Water =
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VOL. 99109 PG. 1623 

MCCAIN LARRY B & DIANE H

7007  HILLGREEN CIR

7021  HILLGREEN CIR

PT LOTS 3, 4 & 5

INST #201600140091

HOWLAND ASHLEY & MATTHEW

INST #201700214848
SAGE OAK HOLDINGS V LLC
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411Q-1696, SHT. 3

Ex. 8" CI Water

FB 0254 P.054

Ex. 8" ECI Water

411Q 1696 Sh. 3

Ex. 8" Wastewater

DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q 1696

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

2021

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Point Northing Easting Elev. Description
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PID: 2964

26-31W

26-32S

6,996,051.492

2,510,868.225

2,510,652.302

492.056

498.894

MAPSCO: 37-E

CP-1 X-CUT

CP-2 X-CUT

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

Technologies, Inc.

& Construction Managers

Engineers, Surveyors, Environmental Services
No. F-4025

Engineers Firm Registration

Texas Board of Professional

Dallas, Texas 75238

11325 Pegasus Street, Suite S-215

BDS Technologies, Inc.

8" WATER MAIN

HILLGREEN DRIVE

ELEV = 517.94

 

BENCHMARK COD 1

ELEV. 527.37

BENCHMARK COD 2

DR. AT 7349 ROCKHURST DR. 

NORTHEAST CORNER OF MIDDLEBURRY DR. AND ROCKHURST 

SQUARE CUT ON CENTER RADIUS CONCRETE CURB 

OF PATRIC DR. AND FISCHER RD.

STD WDBM 5 FEET FROM END OF CURB SOUTHEAST CORNER 

6,996,032.93

NOTES:

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.3.

PAY ITEM.

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS2.

THE SURVEY.  DESIGNED ON GRID COORDINATES.

ON 10/25/19.  THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE GROUND SURVEY WAS PERFORMED BY BDS TECHNOLOGIES, INC.1.

FROM HILLGREEN CIR. TO MOCKINGBIRD LN.
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DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q 1246

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

2021

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Point Northing Easting Elev. Description

1/
2
8
/
2
0
2
1

10
:0

2
:3

7
 
A

M

XXX

PID: 3044

MAPSCO: 38-T

X-CUT

X-CUT

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

X-CUT

NOTES:

SIDWIN STREET

31-36S, 32-35S

COD BENCHMARK 38-T-3S

 

ELEV = 477.830

COD BENCHMARK 38-X-1S

ELEV = 467.640

501.04

503.82

507.23

FROM FERGUSON ROAD TO SWEETBRIAR DRIVE

31-35W, 32-35W, 32-36W

8" WATER MAIN

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

OF STORM SEWER DROP INLET ON THE NORTHWEST CORNER OF THE 

INTERSECTION OF FERGUSON RD. AND SWEETBRIAR DR.

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

OF STORM SEWER DROP INLET ON THE NORTHWEST CORNER OF THE 

INTERSECTION OF FERGUSON RD. AND LANECREST DR.

CP-6

CP-7

CP-8

6,984,433.60

6,984,621.22

2,523,464.96

2,523,365.23

6,984,701.70 2,523,261.81

CP-9 6,984,752.79 2,523,018.01 501.98 X-CUT

SIDW
IN

1. THE GROUND SURVEY WAS PERFORMED BY CP&Y, INC.

ON 11/18/19.  THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE SURVEY.  DESIGNED ON GRID COORDINATES.

2. CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

PAY ITEM.

3. ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.
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4.0' Minimum Cover (No Profile)

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 400 LF 8" PVC WATER MAIN

8" WATER
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Location and Elevation

Contractor to Field Verify

& 6" Water (SW)

Connect to Ex. 8" Water (NE)

3 LF of 6" PVC C900 Water Pipe

63 LF of 8" PVC C900 Water Pipe

2 - 6" 45° Horiz. Bends

1 - 8"x6" Reducer

2 - 8" 45° Horiz. Bends

2 - 8" Gate Valves

1 - 8"x8" Tee

Install:

E 2523041.81

N 6984824.11

Sta. 0+00.0 ~ 8" Water

4.0' Minimum Cover (No Profile)

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 228 LF 8" PVC WATER MAIN

1 - 8" Gate Valve

Install:

E 2523054.51

N 6984818.23

Sta. 0+14.0 ~ 8" Water

PC Sta. 1+89.3

T = xxx.x'

L = 251.4'

R = 436.0'

  = 33°01'57"

CURVE DATA
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Cut & Plug
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Cut & Plug
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Cut & Plug
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Cut & Plug
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Abandon Ex. 4" Water
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Abandon Ex. 4" Water

Location and Elevation

Contractor to Field Verify

Connect to Ex. 36" RC Water

1 - 8" Tapping Valve

1 - 36"x8" Tapping Sleeve

Install:
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Elev. Unk.

Ex. 8" Gas

(DR-14) Water Pipe

10 LF of 6" PVC C900

1 - Fire Hydrant

1 - 6" Gate Valve

1 - 8" Gate Valve

1 - 8"x6" Tee

Install:

E 2523205.13

N 6984748.45

Sta. 1+80.0 ~ 8" Water

(DR-14) Water Pipe

10 LF of 6" PVC C900

1 - Fire Hydrant

1 - 6" Gate Valve

1 - 8" Gate Valve

1 - 8"x6" Tee

Install:

E 2523476.34

N 6984458.46

Sta. 5+85.0 ~ 8" Water

S
E

E
 
4
11

Q
-1
2
4
6
, 

S
H
. 
17

1

OVER WW MAIN

CENTER WL JOINT

170

PROJECT   LOCATION



0+00

0'

Vertical Scale: 1" = 6'

6' 12'

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ TELEPHONE !

Contact S.B.C.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

CAUTION ~ POWER !

Contact TXU Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Overhead & Underground Electrical In Area

PID: 3043

4' Minimum Cover (No Profile) 
INSTALL 456 LF OF 8" PVC C900 (DR14) WATER PIPE

REMOVE EX. 4" WATER BUILT 1961 

REMOVE EX. 6" W.W. BUILT 1960

ROW

ROW
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0+00

1+00 2+00 3+00 4+00

E
X
.
 
4
" 

W
A
T

E
R

2.4'

E
X
.
 
2
" 
S

E
R

V
IC

E

8" WATER

EX. 21" STORM

EX. 21" STORM

E
X
.
 
15
" 
S
T

O
R

M

EX. 8" GAS

EX. 8" GAS

4+00

490

495

500

485

480

505

EX. 8" WASTEWATER
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510 510

APPROX. 77' SW

BENCHMARK #4

EX 6" on 0.61%

EX 6"
 on 3

.44%

EX 6" on 1.20%

APOSTOLIC CHURCH

BETHEL ROMANIAN

CHARLES C. PHILLIPS JR STANLEY ROY LODGE GREATER GOLDEN GATE

Overhead & Underground Telephone In Area 

@ C OF PIPE

EXIST GRADE

L

PROPOSED 8" WW & 8"W

8" WW
8" WW

REPLACE 8" WASTEWATER MAIN
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EX. TELEPHONE CONDUIT

HIBISCUS DR.

Point Northing Easting Elev. Description

X CUT

X CUT

X CUT
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14

6,984,344.52

6,984,529.36

6,984,777.05

2,523,411.43

2,523,782.58

2,524,212.31

CITY OF DALLAS BENCHMARK BM 38-T-3S

ELEV = 477.83

CITY OF DALLAS BENCHMARK BM 38-X-1S

ELEV = 467.64

INTERSECTION OF FERGUSON RD. AND SWEETBRIAR DR.

OF STORM SEWER DROP INLET ON THE NORTHWEST FORNER OF THE

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

INTERSECTION OF FERGUSON RD. AND LANCASTER DR.

OF STORM SEWER DROP INLET ON THE NORTHWEST FORNER OF THE

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB
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EX. 6" CONCRETE WW (411Q-1246, Sh. 1)
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LINE E

BEGINNING CONSTRUCTION.

DEPTHS OF EXISTING UTILITIES BEFORE

VERIFY EXACT LOCATIONS, SIZES, AND

ARE SHOWN. THE CONTRACTOR SHALL

DOES NOT CERTIFY THAT ALL UTLITIES

CONSIDERED APPROXIMATE. THE ENGINEER

AND THE UTILITY COMPANY RECORDS, ARE

ARE OBTAINED FROM THE CITY OF DALLAS

EXISTING UTILITIES SHOWN ON THE PLANS

4. THE LOCATION, ELEVATION, AND SIZE OF 

AT THE CONTRACTOR'S EXPENSE.

3. POWER POLES MAY HAVE TO BE BRACED

LOCATIONS BEFORE CONSTRUCTION.

ARE NOT ALL SHOWN. CONTRACTOR TO VERIFY 

2. WATER SERVICES AND WASTEWATER LATERALS

 

 GENERAL NOTES SHEET.

1.  FOR GENERAL NOTES & LEGEND, SEE
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1-8" GATE VALVE

INSTALL

E 2523521.58

N 6984444.70

STA. 0+31.0 8" WATER 

EX. 36" PCCP WATER 685W-346, SH. 11

PROTECT STORM INLETS

CONTRACTOR TO RETAIN &

PROTECT STORM INLETS

CONTRACTOR TO RETAIN &

PROTECT COMMUNICATIONS VAULT

CONTRACTOR TO RETAIN &

298 LF B.O.T.O.C.

EX. 8" WW OUT (SW)

PROP. 8" WW IN (SE)

PROP. 8" WW IN (NE)

CONNECT:

RIM = 501.33

E=2523489.34 

N=6984449.22

CONSTRUCT 4' DIA STD. CONCRETE WWMH

REMOVE EX WWMH

STA. 0+00.0 8" WW LINE B

STA. 0+00.0 8" WW LINE E =

TREE LINE

1246

MIN. PRESSURE RATING 200 PSI
ASTM F714 (DR-11)/F2620

298 LF OF 8" HDPE WASTEWATER PIPE
LINE E

(SEE TECHNICAL SPECIFICATIONS)
INSIDE 6" VCT PIPE BY PIPE BURSTING

MIN. PRESSURE RATING 200 PSI
ASTM F714 (DR-11)/F2620

152 LF OF 8" HDPE WASTEWATER PIPE
LINE E
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Vertical Scale: 1" = 6'

6' 12'

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ TELEPHONE !

Contact S.B.C.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

CAUTION ~ POWER !

Contact TXU Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Overhead & Underground Electrical In Area

PID: 3043

4' Minimum Cover (No Profile) 
INSTALL 436 LF OF 8" PVC C900 (DR14) WATER PIPE

REMOVE EX. 4" WATER BUILT 1961 

REMOVE EX. 6" W.W. BUILT 1960

ROW

ROW

490

495

500

505

8" on 0.80%

7+006+005+00

@ C OF PIPE

EXIST PAVEMENT GRADE

L
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4.8'

8" WATER
EX. 8" GAS
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Overhead & Underground Telephone In Area

GREATER GOLDEN GATE

8" on 0.83%

EX 6" on 0.61%
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43%

EX. TELEPHONE

EX 6
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8.0%

@ C OF PIPE

EXIST PAVEMENT GRADE

L

96 LF B.O.T.O.C.

PROPOSED 8" WW & 8"W

5+00

8
" 

W
W

8" WW 8" WW

REPLACE 8" WASTEWATER MAIN 

LINE E

8" on 4.1%

Point Northing Easting Elev. Description

X CUT

X CUT

X CUT

4

12

14

6,984,344.52

6,984,529.36

6,984,777.05

2,523,411.43

2,523,782.58

2,524,212.31

CITY OF DALLAS BENCHMARK BM 38-T-3S

ELEV = 477.83

CITY OF DALLAS BENCHMARK BM 38-X-1S

ELEV = 467.64

INTERSECTION OF FERGUSON RD. AND SWEETBRIAR DR.

OF STORM SEWER DROP INLET ON THE NORTHWEST FORNER OF THE

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

INTERSECTION OF FERGUSON RD. AND LANCASTER DR.

OF STORM SEWER DROP INLET ON THE NORTHWEST FORNER OF THE

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB
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BEGINNING CONSTRUCTION.

DEPTHS OF EXISTING UTILITIES BEFORE

VERIFY EXACT LOCATIONS, SIZES, AND

ARE SHOWN. THE CONTRACTOR SHALL

DOES NOT CERTIFY THAT ALL UTLITIES

CONSIDERED APPROXIMATE. THE ENGINEER

AND THE UTILITY COMPANY RECORDS, ARE

ARE OBTAINED FROM THE CITY OF DALLAS

EXISTING UTILITIES SHOWN ON THE PLANS

4. THE LOCATION, ELEVATION, AND SIZE OF 

AT THE CONTRACTOR'S EXPENSE.

3. POWER POLES MAY HAVE TO BE BRACED

LOCATIONS BEFORE CONSTRUCTION.

ARE NOT ALL SHOWN. CONTRACTOR TO VERIFY 

2. WATER SERVICES AND WASTEWATER LATERALS

 

 GENERAL NOTES SHEET.

1.  FOR GENERAL NOTES & LEGEND, SEE
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PROP. 8" WW OUT (SW)

PROP. 8" WW IN (SE)

PROP. 8" WW IN (NE)

CONNECT:

RIM = 510.31

E=2523967.91

N=6984746.94

CONSTRUCT 4' DIA STD. CONCRETE WWMH

REMOVE EX WWMH

STA. 0+00.0 8" WW LINE E-1 

STA. 5+63.6 8" WW LINE E =
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CONNECT TO EX. 8" WATER VALVE

E 2524177.57

N 6984898.32

STA. 8+27.7 35' LT. 8" WATER

EX. 4" C.I. WATER 685W-346, SH. 11

EX. 36" PCCP WATER 685W-346, SH. 11

(411Q & 685W-346, SHT 11 & 12B)

(DR-14) WATER PIPE

10 LF 12" PVC C900

1-12" GATE VALVE

1-36"x12" TAPPING SLEEVE

CONNECT & INSTALL

E 2524211.50

N 6984867.31

STA. 8+40.0 9.3' RT. 12" WATER

INSTALL

E 2524212.78

N 6984872.88

STA. 8+44.0 5.3' RT. 8" WATER

(DR-14) WATER PIPE

48 LF 8" PVC C900

1-12"x8" REDUCER

1-12"x8" TEE

1-8" GATE VALVE

CONNECT & INSTALL

E 2524209.98

N 6984877.34

STA. 8+44.0 8" WATER

(DR-14) WATER PIPE

14 LF 6" PVC C900 

1- FIRE HYDRANT

1-6" GATE VALVE

1-8"x6" REDUCER

1-8"x8" TEE

INSTALL

E 2524179.24

N 6984895.68

STA. 8+27.7 32.8' LT 8" WATER

1-8" GATE VALVE

1-8"x8" TEE W/BLIND FLANGE
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STA. 8+44.0 10.8' LT. 8" WATER

CONNECT PROP. 8" WW

PER DWU STD DWG #328

INSTALL WWAD

E: 2524127.59

N: 6984846.27

STA. 7+51.7 8" WW LINE E

CONNECT PROP. 8" WW

PER DWU STD DWG #328

INSTALL WWAD

E: 2524018.66

N: 6984665.37

STA. 0+96.1 8" WW LINE E-1

1246

(SEE TECHNICAL SPECIFICATIONS)
INSIDE 6" VCT PIPE BY PIPE BURSTING

MIN. PRESSURE RATING 200 PSI
ASTM F714 (DR-11)/F2620

302 LF OF 8" HDPE WASTEWATER PIPE
LINE E

MIN. PRESSURE RATING 200PSI
ASTM F714 (DR-11)/F2620

96 LF OF 8" HDPE WASTEWATER PIPE
LINE E-1
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0'

Vertical Scale: 1" = 6'

6' 12'

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ TELEPHONE !

Contact S.B.C.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

CAUTION ~ POWER !

Contact TXU Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Overhead & Underground Electrical In Area

PID: 3043
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EX. TELEPHONE CONDUIT

WHITE ROCK CHURCH

CHARLES C. PHILLIPS JR APOSTOLIC CHURCH

BETHEL ROMANIAN
STANLEY ROY LODGE GREATER GOLDEN GATE

8" WW "E"

APPROX. 77' SW

BENCHMARK #4

Overhead & Underground Telephone In Area 

@ C OF PIPE

EXIST PAVEMENT GRADE

L

@ C OF PIPE

EXIST GRADE

L

BEGINNING CONSTRUCTION.

DEPTHS OF EXISTING UTILITIES BEFORE

VERIFY EXACT LOCATIONS, SIZES, AND

ARE SHOWN. THE CONTRACTOR SHALL

DOES NOT CERTIFY THAT ALL UTLITIES

CONSIDERED APPROXIMATE. THE ENGINEER

AND THE UTILITY COMPANY RECORDS, ARE

ARE OBTAINED FROM THE CITY OF DALLAS

EXISTING UTILITIES SHOWN ON THE PLANS

4. THE LOCATION, ELEVATION, AND SIZE OF 

AT THE CONTRACTOR'S EXPENSE.

3. POWER POLES MAY HAVE TO BE BRACED

LOCATIONS BEFORE CONSTRUCTION.

ARE NOT ALL SHOWN. CONTRACTOR TO VERIFY 

2. WATER SERVICES AND WASTEWATER LATERALS

 

 GENERAL NOTES SHEET.

1.  FOR GENERAL NOTES & LEGEND, SEE

NOTES:
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OF STORM SEWER DROP INLET ON THE NORTHWEST FORNER OF THE

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB
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EX. 36" PCCP WATER (685W-346, SH. 11)
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PROP. 8" WW IN (SE)

PROP. 8" WW IN (NE)
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CONSTRUCT 4' DIA STD. CONCRETE WWMH

REMOVE EX WWMH
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STA. 0+00.0 8" WW LINE E =

CONNECT PROP. 8" WW
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CLASS B-1 EMBEDMENT
MIN. PRESSURE RATING 160 PSI

ASTM D2241 (SDR-26)
235 LF OF 8" PVC WASTEWATER PIPE

LINE B
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SEE 411Q-1246-SH171

SEE 411Q-1246-SH171

MIN. PRESSURE RATING 200 PSI
ASTM F714 (DR-11)/F2620

85 LF OF 8" HDPE WASTEWATER PIPE
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DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET
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REV NO. DATE DESCRIPTION BY
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FILE NUMBER
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BENCHMARKS & CONTROL POINTS
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DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q 1696

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

2021

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Point Northing Easting Elev. Description

1/
2
8
/
2
0
2
1

10
:1
1:
4
7
 
A

M

XXX

PID: 2963

26-31W

26-31S

MAPSCO: 37-E

X-CUT

X-CUT

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

Technologies, Inc.

& Construction Managers

Engineers, Surveyors, Environmental Services
No. F-4025

Engineers Firm Registration

Texas Board of Professional

Dallas, Texas 75238

11325 Pegasus Street, Suite S-215

BDS Technologies, Inc.

BENCHMARK COD 1

 

ELEV = 517.94

BENCHMARK COD 2

ELEV. 527.37

SQUARE CUT ON CENTER RADIUS CONCRETE CURB 

NORTHEAST CORNER OF MIDDLEBURRY DR. AND ROCKHURST 

DR. AT 7349 ROCKHURST DR. 

STD WDBM 5 FEET FROM END OF CURB SOUTHEAST CORNER 

OF PATRIC DR. AND FISCHER RD.

MOCKINGBIRD LANE

FROM GREENTREE LANE TO HILLGREEN DRIVE

X-CUT

NOTES:

1. THE GROUND SURVEY WAS PERFORMED BY BDS TECHNOLOGIES, INC.

ON 12/24/19.  THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE SURVEY.  DESIGNED ON GRID COORDINATES.

2. CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

PAY ITEM.

3. ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.
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CONSTRUCT 12" WASTEWATER MAIN
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Location and Elevation

Contractor to Field Verify

Connect to Ex. 12" WW

E 2509301.59

N 6994733.09

Sta. 0+00.0 ~ 12" WW 

(to be Abandoned)

6,994,676.997 2,509,267.858CP-417 498.81

CP-418 6,994,725.461 2,509,315.317 490.44
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Bottom of Beam

Top Of Asphalt

Gabion Wall

Built 1952

Ex. 12" WW 

In Same Trench of

Conn. Ex. 8" WW In (NW)

Conn. Prop. 12" WW Out (SW)

Conn. Prop. 12" WW In (NE)

RIM Elev. = 514.00

Construct 4.0' Dia Drop WWMH

Remove Ex. WWMH

E 2509538.34

N 6994982.70

Sta. 3+44.0 ~ 12" WW 

Class "B-2a" Embedment

ASTM D2241 (SDR 26) / D-3139

Pressure Rating 160 psi

12" PVC Wastewater Pipe

56 L.F. 

B.O.T.O.C.

ASTM F-714 (DR 17) 

Pressure Rating 160 psi

344 L.F. 12" Fusible PVC Wastewater Pipe
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DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q 1696

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

2021

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Point Northing Easting Elev. Description

1/
2
8
/
2
0
2
1

10
:5

4
:3

5
 
A

M

XXX

PID: 2963

26-31W

26-31S

6,995,570.059

2,510,467.728

2,510,132.502

504.586

513.816

MAPSCO: 37-E

CP-3 X-CUT

CP-4 X-CUT

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

Technologies, Inc.

& Construction Managers

Engineers, Surveyors, Environmental Services
No. F-4025

Engineers Firm Registration

Texas Board of Professional

Dallas, Texas 75238

11325 Pegasus Street, Suite S-215

BDS Technologies, Inc.

BENCHMARK COD 1

 

ELEV = 517.94

BENCHMARK COD 2

ELEV. 527.37

SQUARE CUT ON CENTER RADIUS CONCRETE CURB 

NORTHEAST CORNER OF MIDDLEBURRY DR. AND ROCKHURST 

DR. AT 7349 ROCKHURST DR. 

STD WDBM 5 FEET FROM END OF CURB SOUTHEAST CORNER 

OF PATRIC DR. AND FISCHER RD.

MOCKINGBIRD LANE

FROM GREENTREE LANE TO HILLGREEN DRIVE

8" WATER & 12" WASTEWATER MAINS

CP-5

6,995,980.462

6,995,191.865 2,509,829.142 516.886 X-CUT

NOTES:

1. THE GROUND SURVEY WAS PERFORMED BY BDS TECHNOLOGIES, INC.

ON 12/24/19.  THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE SURVEY.  DESIGNED ON GRID COORDINATES.

2. CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

PAY ITEM.

3. ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.

JAN.

S
T

ATE
OF TEXA

S

REGST RED

55371

P
R

O
F

E
SS
IONAL ENG

IN
E
E

R

DAVID B. HAWKINS

I E

01.29.2021

G
R

E
EN

TREE

H
ILL

R
ID

G
E

M
O
N
T

A
IN

T
R
E
E

P
IM

LI
C
O

H
IA

LE
A
H

A
N
IT

A

S
A
N
T
A

S
U

R
F

RAVENDALE

M
O
C
K
IN

G
B
IR

D

D
AL

E
W

OOD

B
R
E

N
T
C
O
V
E

B
U

C
K

N
E

L
L
 

S
Y
R

A
C

U
S

E

G
LE

N
B
R

O
O
K

T
W
IN

T
R
E
E

S
A

N
T

A

LE
H
IGH

CLE
M
S
ON

R
U
T
GE

R
S

M
ID

D
LE

B
U
R
Y

H
IG

H
G
A
T
E

A
S

C
O
T

W
E
S
T
B
R
O
O
K

B
R

O
O
K
C
O
V
E

C
H

A
P
E

L

H
IL

L
G

R
E

E
N

BENNIN
GT

ON

HAVERFORD

L
A

N
D

R
Y

A
N
T
H

O
N
Y

VADA

W
E
S
T

BLESSING

3.3

Park

Ridge-wood

LOT 12
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Ex. 4" ECI Water 

F
B
 
0
16

5
 
P
.3

8

E
x
. 
8
" 

W
a
te
r
 

WM

LP

LP

ICVICV

WM

ICV

ICV

ICVICV

WMPP
PP

PP

Building

Building

ICVICVICV

WM
WM

SignWMSign

Shrubs

PP

PP
WV

Shrubs

Shrubs

PP

M M Sign

Sign
WV

WV

12" Magnolia

1/2"IRF

GG

w/Conc. Curb & Gutter
Asphalt Pavement

w/Conc. Curb & Gutter
Asphalt Pavement

w/Conc. Curb & Gutter
Asphalt Pavement

Pear Tree
12" Bradford 

CO

Elm Tree
12" Cedar 

Gas MH

Tree
10" Chinaberry

Tree
10" Chinaberry

MBMB
CP#6

Tree
18" Maple

Tree
36" Live Oak

Shrubs

Tree
36" Live Oak

Tree
18" Ash

Shrubs
Shrubs

Gas MH

Tree
40" Maple

CP#5

Tree
6" Cedar

Tree
14" Cedarelm

Drwy
Conc.

Drwy
Conc.

Drwy
Conc.

Drwy
Conc.

Drwy
Conc.

Drwy
Conc.

Drwy
Conc.

Drwy
Conc.

Drwy
Conc.

Drwy
Conc.

Gravel

Gravel

Concrete Sidewalk

Concrete Sidewalk

C
o
n
c
r
e
te
 
S
id

e
w
a
lk

C
o
n
c
r
e
te
 
S
id

e
w
a
lk

Cable Marker

Sign

WM

WM

24" Chinaberry

18" Chinaberry

Gravel Pavement

0+00 1+00 2+00 3+00

4+00 6+00 8+00

0
+0

0

1+
0
0 5+00 7+00

P
r
o
p
. 
12

" 
W

W
 
O
u
t 
(S

W
)

P
r
o
p
. 
12

" 
W

W
 
In
 
(N

E
)

C
o
n
n
e
c
t:

R
IM
 
= 

5
16
.3

2

C
o
n
s
t.
 
4
.0
' 

D
ia
. 

W
W

M
H

S
ta
. 
6
+7

2
.7
 
~
 
12

" 
W

W
 

Ex. Pavement

F
L
 
12

" 
4
9
7
.7

0
 
In
 
(N

W
)

F
L
 
12

" 
4
9
7
.6

0
 
O
u
t 
(S

W
)

F
L
 
12

" 
4
9
7
.9

5

F
L
 
12

" 
4
9
7
.7

5

F
L
 
12

" 
4
9
7
.4

5

F
L
 
12

" 
4
9
7
.2

5

F
L
 
12

" 
4
9
7
.0

5 F
L
 
12

" 
4
9
8
.0

5

8" WW on 0.20%
12" WW on 0.20%

F
L
 
12

" 
4
9
7
.0

5

F
L
 
12

" 
4
9
8
.0

5

Ex. Pavement

Ex. 12" WW on 0.00001% Ex. 12" WW on 0.00001%

CONSTRUCT 12" WASTEWATER MAIN
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Elev. Unk

Ex. 8" Water

4.0' Minimum Cover (No Profile)

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 468 LF 8" PVC WATER MAIN

Class "B-2a" Embedment

ASTM D2241 (SDR 26) / D-3139

Pressure Rating 160 psi

450 L.F. 12" PVC Wastewater Pipe

5
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515515

Conn. Prop. 12" WW Out (SW)

Conn. Prop. 12" WW In (NE)

RIM Elev. = 516.32

Construct 4.0' Dia WWMH
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N 6995220.84

Sta. 6+72.7 ~ 12" WW 
Built 1952

Ex. 12" WW 
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(to be Abandoned)

Elev. Unk

Ex. 3" Gas

(DR-14) Water Pipe 

22 LF of 6" PVC C900

1 - FH

1 - 6" 90° Horiz. Bend

1 - 6" Gate Valve

1 - 8" Gate Valve

1 - 8"x6" Tee

Install:

E 2509806.93

N 6995180.60

Sta. 1+75.0 ~ 8" Water
Ex. 8" Water

Cut and Plug

at Tee

Ex. 4" Water 

Cut and Plug
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=Sta. 0+42.9 ~ 8" Water Line "A"

Sta. 0+00.0 ~ 8" Water

1 - 8" Gate Valve 

1 - 8" 45°Horiz. Bend 

Install:
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N 6995040.61

Sta. 0+23.8 ~ 8" Water Line "A"

Location and Elevation

Contractor to Field Verify

Connect to Ex. 8" Water.

1 - 8" 45°Horiz. Bend 

Install:
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N 6995041.21

Sta. 0+00.0 ~ 8" Water Line "A"
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Prop. 8" Water

Location and Elevation

Contractor to Field Verify

Connect to Ex. 12" Water.

AWWA C-900 Water Pipe

20 LF of 12" PVC (DR-14)

Install:

Plug Ex. 8" Water

Remove Ex. 12" x 8" Tee

Location and Elevation

Contractor to Field Verify

Connect to Prop. 12" Water.

1 - 8" Gate Valve

1 - 12" Gate Valve

1 - 12"x8" Tee

Install:

E 2509633.50

N 6995104.01

Sta. 1+15.8 ~ 8" Water Line "A"
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8" WATER

12" WW

Ex. 4'' Water

Abandon 

12" WW
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CONSTRUCT 12" WASTEWATER MAIN
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4.0' Minimum Cover (No Profile)

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 450 LF 8" PVC WATER MAIN

Class "B-2a" Embedment

ASTM D2241 (SDR 26) / D-3139

Pressure Rating 160 psi

450 L.F. 12" PVC Wastewater Pipe
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RIM Elev. =512.52
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DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q 1696

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

2021

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Point Northing Easting Elev. Description
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11
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3
 
A

M

XXX

PID: 2963

26-31W

26-31S

6,995,570.059

2,510,467.728

2,510,132.502

504.586

513.816

MAPSCO: 37-E

CP-3 X-CUT

CP-4 X-CUT

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

Technologies, Inc.

& Construction Managers

Engineers, Surveyors, Environmental Services
No. F-4025

Engineers Firm Registration

Texas Board of Professional

Dallas, Texas 75238

11325 Pegasus Street, Suite S-215

BDS Technologies, Inc.

BENCHMARK COD 1

 

ELEV = 517.94

BENCHMARK COD 2

ELEV. 527.37

SQUARE CUT ON CENTER RADIUS CONCRETE CURB 

NORTHEAST CORNER OF MIDDLEBURRY DR. AND ROCKHURST 

DR. AT 7349 ROCKHURST DR. 

STD WDBM 5 FEET FROM END OF CURB SOUTHEAST CORNER 

OF PATRIC DR. AND FISCHER RD.

MOCKINGBIRD LANE

FROM GREENTREE LANE TO HILLGREEN DRIVE

8" WATER & 12" WASTEWATER MAINS

CP-5

6,995,980.462

6,995,191.865 2,509,829.142 516.886 X-CUT

NOTES:

1. THE GROUND SURVEY WAS PERFORMED BY BDS TECHNOLOGIES, INC.

ON 12/24/19.  THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE SURVEY.  DESIGNED ON GRID COORDINATES.

2. CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

PAY ITEM.

3. ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.

JAN.

S
T

ATE
OF TEXA

S

REGST RED

55371

P
R

O
F

E
SS
IONAL ENG

IN
E
E

R

DAVID B. HAWKINS

I E

01.29.2021

G
R

E
EN

TREE

H
ILL

R
ID

G
E

M
O
N
T

A
IN

T
R
E
E

P
IM

LI
C
O

H
IA

LE
A
H

A
N
IT

A

S
A
N
T
A

S
U

R
F

RAVENDALE

M
O
C
K
IN

G
B
IR

D

D
AL

E
W

OOD

B
R
E

N
T
C
O
V
E

B
U

C
K

N
E

L
L
 

S
Y
R

A
C

U
S

E

G
LE

N
B
R

O
O
K

T
W
IN

T
R
E
E

S
A

N
T

A

LE
H
IGH

CLE
M
S
ON

R
U
T
GE

R
S

M
ID

D
LE

B
U
R
Y

H
IG

H
G
A
T
E

A
S

C
O
T

W
E
S
T
B
R
O
O
K

B
R

O
O
K
C
O
V
E

C
H

A
P
E

L

H
IL

L
G

R
E

E
N

BENNIN
GT

ON

HAVERFORD

L
A

N
D

R
Y

A
N
T
H

O
N
Y

VADA

W
E
S
T

BLESSING

3.3

Park

Ridge-wood

PROJECT   LOCATION



DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q 1696

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

2021

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Point Northing Easting Elev. Description
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PID: 2963

26-31W

26-31S

6,995,570.059

2,510,467.728

2,510,132.502

504.586

513.816

MAPSCO: 37-E

CP-3 X-CUT

CP-4 X-CUT

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

Technologies, Inc.

& Construction Managers

Engineers, Surveyors, Environmental Services
No. F-4025

Engineers Firm Registration

Texas Board of Professional

Dallas, Texas 75238

11325 Pegasus Street, Suite S-215

BDS Technologies, Inc.

BENCHMARK COD 1

 

ELEV = 517.94

BENCHMARK COD 2

ELEV. 527.37

SQUARE CUT ON CENTER RADIUS CONCRETE CURB 

NORTHEAST CORNER OF MIDDLEBURRY DR. AND ROCKHURST 

DR. AT 7349 ROCKHURST DR. 

STD WDBM 5 FEET FROM END OF CURB SOUTHEAST CORNER 

OF PATRIC DR. AND FISCHER RD.

MOCKINGBIRD LANE

FROM GREENTREE LANE TO HILLGREEN DRIVE

8" WATER & 12" WASTEWATER MAINS

CP-5

6,995,980.462

6,995,191.865 2,509,829.142 516.886 X-CUT

NOTES:

1. THE GROUND SURVEY WAS PERFORMED BY BDS TECHNOLOGIES, INC.

ON 12/24/19.  THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE SURVEY.  DESIGNED ON GRID COORDINATES.

2. CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

PAY ITEM.

3. ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.

JAN.

S
T

ATE
OF TEXA

S

REGST RED

55371

P
R

O
F

E
SS
IONAL ENG

IN
E
E

R

DAVID B. HAWKINS

I E

01.29.2021

G
R

E
EN

TREE

H
ILL

R
ID

G
E

M
O
N
T

A
IN

T
R
E
E

P
IM

LI
C
O

H
IA

LE
A
H

A
N
IT

A

S
A
N
T
A

S
U

R
F

RAVENDALE

M
O
C
K
IN

G
B
IR

D

D
AL

E
W

OOD

B
R
E

N
T
C
O
V
E

B
U

C
K

N
E

L
L
 

S
Y
R

A
C

U
S

E

G
LE

N
B
R

O
O
K

T
W
IN

T
R
E
E

S
A

N
T

A

LE
H
IGH

CLE
M
S
ON

R
U
T
GE

R
S

M
ID

D
LE

B
U
R
Y

H
IG

H
G
A
T
E

A
S

C
O
T

W
E
S
T
B
R
O
O
K

B
R

O
O
K
C
O
V
E

C
H

A
P
E

L

H
IL

L
G

R
E

E
N

BENNIN
GT

ON

HAVERFORD

L
A

N
D

R
Y

A
N
T
H

O
N
Y

VADA

W
E
S
T

BLESSING

3.3

Park

Ridge-wood

LOT 2

7250 E MOCKINGBIRD LN

LOT 3

7240 E MOCKINGBIRD LN

LOT 4

7230 E MOCKINGBIRD LN

LOT 5

7222 E MOCKINGBIRD LN

LOT 21

7249 E MOCKINGBIRD LN

LOT 22

7245 E MOCKINGBIRD LN

LOT 23

7239 E MOCKINGBIRD LN
LOT 24

7233 E MOCKINGBIRD LN

LOT 25

7227 E MOCKINGBIRD LN

LOT 26

7223 E MOCKINGBIRD LN

LOT 27

7219 E MOCKINGBIRD LN

5
0
' 

R
O

W

R
O

C
K

V
IE

W
 
L

N
.

E. MOCKINGBIRD LN.

ISOM WILLIE RUTH TR

ALLEN AUSTIN

WENDORF ROBERT L
KAREN ANN

MACMANUS GRANT &

CIESLIK JEFFREY R
MACQUILKEN DAVID

KLEISS RUTH
HANES GEORGIANNA

LAMPO PETER GERARD SHOE PROPERTIES LLC

GUILLERMINA O

ALVAREZ REFUGIO JR &

100' ROW

Ex. 12" Wastewater 411Q 1696 Sh. 1

E
x
. 
12

" 
W
a
s
te

w
a
te
r
 
4
11

Q
 
16

9
6
 
S
h
. 
1

Ex. 12" CI Water FB 0114 P.53

Ex. 4" ECI Water FB 0165 P.037

FB 0114 P.53
Ex. 12" CI Water 

PP

EBOX

WV

ICV
ICV

ICVICV

ICV

WM

WWMH

WM

12RF

IC
V

WM
WM

IC
V

IC
V

WM

LP
EBOX

LP LP

WM

XS

WM

ICV

WMWM

Sign

ICV

WM

WM

1/2"IRFYC1/2"IRF

w/Conc. Curb & Gutter
Asphalt Pavement

Tree
30" Pecan 

CP#3

Tree
30" Mulberry

12" Oak Tree

Crepe Myrtle
Crepe MyrtleCO

CO8" Oak Tree

22" Oak Tree

Tree
20" Sweetgum

Tree
18" Liveoak

Tree
20" Oak

Tree
14" Cedar

Tree
22" Oak

22" Oak Tree

Tree
12" Maple

Tree
16" Walnut

Tree
14" Walnut Tree

14" Walnut
Tree
10" Walnut Tree

10" Walnut
Tree
10" Walnut

Tree
14" Magnolia

Tree
14" Mangolia

Drwy
Conc.

Drwy
Conc.

Drwy
Conc.

Drwy
Conc.

Drwy
Conc.

Drwy
Conc.

Drwy
Conc.

Drwy
Conc.Drwy

Conc.
Drwy
Conc.

Drwy
Conc.

Drwy
Conc.

Concrete Sidewalk Concrete Sidewalk Concrete Sidewalk

Concrete SidewalkConcrete Sidewalk

R
e
ta
in
in

g
 
w
a
ll

Ex. Pavement

F
L
 
12

" 
4
9
9
.6

5

F
L
 
12

" 
4
9
9
.4

5

F
L
 
12

" 
4
9
9
.2

5

F
L
 
12

" 
4
9
9
.0

5

12" WW on 0.20%

P
r
o
p
. 
12

" 
W

W
 
O
u
t 
(S

W
)

E
x
. 
12

" 
W

W
 
In
 
(N

W
)

C
o
n
n
e
c
t:

R
IM
 
= 

5
0
5
.4

3

C
o
n
s
t.
 
4
.0
' 

D
ia
. 

W
W

M
H

R
e

m
o
v
e
 
E
x
. 

W
W

M
H
 

S
ta
. 
16

+7
2
.7
 
~
 
12

" 
W

W

F
L
 
E
x
. 
12

" 
4
9
9
.7

8
 
In
 
(N

W
)

F
L
 
12

" 
4
9
9
.7

8
 
O
u
t 
(S

W
)

F
L
 
12

" 
4
9
9
.0

5

Ex. 12" WW on 0.00001%

8+00 9+00 10+00 11+00 12+00

13+00 14+00 15+00 16+00

Ex. 4'' Water

Abandon 

8" WATER

12" WW

17
.4
'

to
 
B

C
9
'

5
.4
'

to
 
B

C

CONSTRUCT 12" WASTEWATER MAIN

510

505

500

495

490

485

480

475

510

505

500

495

490

485

480

475

13+00 14+00 15+00 16+00

4.0' Minimum Cover (No Profile)

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 448 LF 8" PVC WATER MAIN

Class "B-2a" Embedment

ASTM D2241 (SDR 26) / D-3139

Pressure Rating 160 psi

373 L.F. 12" PVC Wastewater Pipe

515 515

11
.3
'15
'

2
4
.7
'

Built 1952

 Ex. 12" WW 

In same Trench of

Conn. Prop. 12" WW Out (SW)

Conn. Ex. 12" WW In (NW)

RIM Elev. = 505.43

Construct 4.0' Dia WWMH

Remove Ex. WWMH

E 2510454.06

N 6995945.41

Sta. 16+72.7 ~ 12" WW 

EX. 12" WW @ 0.00001% 

(to be Abandoned)

(DR-14) Water Pipe 

7 LF of 6" PVC C900

1 - FH

1 - 6" Gate Valve

1 - 8" Gate Valve

1 - 8"x6" Tee

Install:

E 2510272.00

N 6995669.81

Sta. 8+50.0 ~ 8" Water

S
E

E
 
S

H
E

E
T
 
4
11

Q
 
- 

16
9
6
 
S

H
 
0
15

M
A

T
C

H
 
L
IN

E
 
S

T
A
 
13

+0
0
.0

0
 
~
 
12

" 
W

A
S

T
E

W
A

T
E

R

S
E

E
 
S

H
E

E
T
 
4
11

Q
 
- 

16
9
6
 
S

H
 
0
15

S
T

A
 
8
+0

2
.5
 
~
 
8
" 

W
A

T
E

R

M
A

T
C

H
 
L
IN

E
 
S

T
A
 
13

+0
0
.0

0
 
~
 
12

" 
W

A
S

T
E

W
A

T
E

R

S
E

E
 
S

H
E

E
T
 
4
11

Q
 
- 

16
9
6
 
S

H
 
0
17

M
A

T
C

H
 
L
IN

E
 
S

T
A
 
12

+5
0
.0
 
~
 
8
" 

W
A

T
E

R

016

PROJECT   LOCATION



DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q 1696

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

2021

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Point Northing Easting Elev. Description
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PID: 2963

26-31W

26-31S

6,995,570.059

2,510,467.728

2,510,132.502

504.586

513.816

MAPSCO: 37-E

CP-3 X-CUT

CP-4 X-CUT

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

Technologies, Inc.

& Construction Managers

Engineers, Surveyors, Environmental Services
No. F-4025

Engineers Firm Registration

Texas Board of Professional

Dallas, Texas 75238

11325 Pegasus Street, Suite S-215

BDS Technologies, Inc.

BENCHMARK COD 1

 

ELEV = 517.94

BENCHMARK COD 2

ELEV. 527.37

SQUARE CUT ON CENTER RADIUS CONCRETE CURB 

NORTHEAST CORNER OF MIDDLEBURRY DR. AND ROCKHURST 

DR. AT 7349 ROCKHURST DR. 

STD WDBM 5 FEET FROM END OF CURB SOUTHEAST CORNER 

OF PATRIC DR. AND FISCHER RD.

MOCKINGBIRD LANE

FROM GREENTREE LANE TO HILLGREEN DRIVE

8" WATER & 12" WASTEWATER MAINS

CP-5

6,995,980.462

6,995,191.865 2,509,829.142 516.886 X-CUT

NOTES:

1. THE GROUND SURVEY WAS PERFORMED BY BDS TECHNOLOGIES, INC.

ON 12/24/19.  THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE SURVEY.  DESIGNED ON GRID COORDINATES.

2. CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

PAY ITEM.

3. ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.
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VARIABLE WIDTH ROW

PT LOT 1

VOL. 99109 PG. 1623 
MCCAIN LARRY B & DIANE H

7007  HILLGREEN CIR

LOT 1

7260 E MOCKINGBIRD LN

SAGE OAK HOLDINGS V LLC

ALLFORD JOSHUA & LAUREN

Ex. 4" ECI Water FB 0165 P.037

E
x
. 
8
" 

W
a
te
r
 
F

B
 
0
11
4
 
P
.5

3

Ex. 12" CI Water FB 0138 P.67

Ex. 6" Wastewater 411Q 1696 Sh. 6

Ex. 30" Storm Sewer 421Q 1165 Sh. 19

E
x. 27" S

torm
 S
ew

er 421Q 1165 S
h. 19

Ex. 
18" 

RCP

F
B
 
0
16
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P
.0

3
6

E
x
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8
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C
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W
a
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20"OAK

Shrub

Shrub

Shrub

Shrub

Shrub

Sign

PP

PP

LP

Sign

WV

PP

PP

WV

WV

Sign

EBOX

WV

WM

3/4"IRF

5/8IRF

Inlet

1/2"IPF

Inlet

w/Conc. Curb & Gutter
Asphalt Pavement

8" Hack Tree

Tree
16" Hack 

Tree
14" Hack 

Tree
10" Hack 

Tree
12" Hack 

18" Oak Tree

22" Oak Tree

18" Oak Tree

Tree
20" Liveoak

Tree
20" Liveoak

CP#2

CO

Brick Wall

Brick Wall

Drwy
Conc.

Drwy
Conc.

Concrete Sidewalk

Concrete SidewalkS

Cable Marker

S

S

Cable Marker

Pavement
Concrete 

1+0
0

0
+0

0

13+00 14+00

Ex. 4'' Water

Abandon 

8" WATER

1 - 8" Gate Valve  

Install:

E 2510630.69

N 6996047.13

Sta. 13+70.6 ~ 8" Water

H
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L
G

R
E

E
N
 
D

R
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5
0
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R
O

W

Ex. 4" at Tee

Cut and Plug

to
 
B

C
17
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5
.5
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'

475

13+00
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8
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G
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V
a
lv
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S
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+7
0
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~
 
8
" 

W
a
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r

8" on -3.70%

8" on 0.00%

CLASS "C+" EMB.

AWWA C900 (DR-14)

8" PVC WATER PIPE

4.0' Minimum Cover 

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 155 LF 8" PVC WATER MAIN

14+00

FL=493.11+/-

Ex. 18" RCP

2' Min

Ex. Pavement

PT LOT 1

VOL. 99109 PG. 1623 
MCCAIN LARRY B & DIANE H

7007  HILLGREEN CIR

1 - 8"x8" Tee  

Install:

E 2510654.14

N 6996071.79

=Sta. 0+54.8 ~8" Water (PID 2964)

Sta. 14+04.6 ~ 8" Water
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FL=491.63+/-

Ex. 30" RCP
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W
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8" on -100%

2 - 8" 45° Vert. Bends

Install:

Sta. 13+73.6 & 13+78.4 ~ 8" Water
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PROJECT   LOCATION



DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q 1761

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

2021

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Point Northing Easting Elev. Description

1/
2
8
/
2
0
2
1

1:
2
2
:4

5
 
P

M

XXX

PID: 2952

MAPSCO: 27-Z

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

NOTES:

COD BENCHMARK 27-U-3S

 

ELEV = 494.45

COD BENCHMARK 27-U-1S

ELEV = 488.75

556.75

540.66 X-CUT

23-34S

23-34W

8" WATER & 8" WASTEWATER MAINS

FROM EASTON ROAD TO BARONNE CIRCLE

ALLEY BTWN CLARY DRIVE & NORTHWEST PARKWAY

X-CUT

CLARY

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

OF STORM SEWER INLET ON THE SOUTHEAST CORNER OF THE 

INTERSECTION OF AUDELIA RD. AND LANSHIRE DR. 

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

OF STORM SEWER INLET ON THE SOUTHEAST CORNER OF THE 

INTERSECTION OF AUDELIA RD. AND CHISWELL RD.

CP-101 7,001,974.413 2,518,401.563

CP-102 7,001,962.847 2,517,950.152

1. THE GROUND SURVEY WAS PERFORMED BY PJB SURVEYING

ON 12/04/19.  THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE SURVEY.  DESIGNED ON GRID COORDINATES.

2. CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

PAY ITEM.

3. ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.

JAN.
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B
r
a
n
c
h

CREEK

H
A

M
B
R
IC

K

B
O
N
D
S
T
O
N
E

S
O

L
T

AD
Y

K
E

CLASSEN

WOOD
GROVE

L
A

K
EDALE

L
A

K
E

R
ID

G
E

E
ASTON

GARISSA

L
E

D
A

B
A

R
RONE

AIR

E

L
A

K
E

LEB

P
L

A
N

O

D
A

L
E

LE MANS
LYNFORD

B
U
X
H
IL
L

S
H

A
D

Y-

DALEA
U

D
E

L
IA

W
IN

D
Y

F
E

R
N

D
A

L
E

RIDGE

SPRING
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X E
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E
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E

AC

E
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TP

Alley

Conc.

COMMERCIAL STRUCTURE

Shed

FH

69.99'75.06' 67.99' 64.98' 59.99'
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15
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15
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0
'

511.97'

PP

MH

Gas

MH

Gas

PP PP

PP

GUY

Fence

Chainlink

LP

LP

CO(2)

CO

~

~

Shrubs

(2)

CO

WM
WM(4)

WM

(2)

WM

~

~

(ATT)

Vault

(ATT)

Cabinet

Grease

MH

PP PP

PP

MKR.

AT&T

15' ALLEY

(8
0
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R
O

W
)

E
A
S

T
O

N
 
R

D
.

E

Pavement

Asph.

PP

Sign

Meter

Elec. Box/

W/Junc. Box

Conc. Pad

Posts

Alley

Conc.

GUY

C
o
n
c
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S
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e
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Q
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D
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W
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411Q-1761, Sh. 10

Ex. 6" CI Water

D
r
w
y

C
o
n
c
.

Posts

W
o
o
d
 
F
e
n
c
e

B
o
x

J
u
n
c
. 

RR Tie Wall

Tree

20" Oak 

12" Tree

Grass

WWMH

WV

WV

22" Tree

5" Tree

5" Tree

5" Tree

8" TreeGW

GW

GM

GM

GM

GM

GM

GM

GM

GM
GM

10" Tree (4)
10" Tree (2)

10" Tree 

CO
CO

CO

CO

WI Fence

WI Fence

Guardrail

Traf.

WI Fence

Shrubs

Shrubs

8" Tree
Shrubs

27" Tree

25" Oak Tree

Shrubs

Chainlink Fence

5" Tree

10" Tree

15" Tree

10" Tree

Tree

15" Cedar

Shrubs

CO

8" Tree (3)

Wood Fence

5" Tree

10" Tree

Shrubs

Meter

Elec.

Drain (Tied))

PVC Roof

Meter

Elec.

Drain (Tied))

PVC Roof

Meter

Elec.

Meter

Elec.

15" Tree

10" Tree (2)

Retaining Wall

Retaining Wall

12" Tree

Gravel

Storage

Cooking Oil
Meter

Elec.

12" Tree

Ret. Wall

Dumpster

w/Bollards

Metal Gate

Meter

Elec.
15" Tree

Conc. Alley

Pavement

Asph.

GW

Bollards (Typ.)

4
11Q

-10
4
0

D
, 
S
h
. 
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E
x
. 
12

" 
C
I 

W
a
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r

411Q-1040D, Sh. 1

Ex. 10" Wastewater

10223 CLARY DR.

DANIEL A. YOUNG

BLK 1/7079

LOT 5

10219 CLARY DR.

THOMAS L. COX

MICHAEL J. TOTTER &

BLK 1/7079

LOT 4

10215 CLARY DR.

MICHAEL A. HOUSE

CODY W. MCMAHAN &

BLK 1/7079

LOT 3

10209 CLARY DR.

REM: LINDA BROOKS SHAFER 

EST MARY LOUISE BROOKS LT

BLK 1/7079

LOT 2

10203 CLARY DR.

ONE EVEN FLOW LLC

BLK 1/7079

LOT 1

10200 E. NORTHWEST HWY

% ITL FOODS LP PIZZA HUT 271

SUSAN COLLINS

BLK 1/7079

LOT 12

10218 E. NORTHWEST HWY

DTX LAKE PLAZA LLC

BLK 1/7079

LOT 12

F
e
n
c
e

W
o
o
d
 

E. NORTHWEST HWY.

CLARY DR.
(50' ROW)

411Q-1761, Sh. 10 & 7

Ex. 8" Wastewater

411Q-1761, Sh. 10 & 7

Ex. 8" Wastewater

Conc. Pavement

Conc. Pavement

Conc. Pavement
Conc. Pavement

Retaining WallRetaining Wall
Wooden    Fence

0+00

0+
00

1+00 2+00 3+00

1+00 2+00 3+00 4+00

0
+0

0

Ex. 8" WW @1.60% 

Ex. 8
" WW @4

.80% 

Ex. 
8" W

W @
7.20

% (3
' Lt)

Class "B-1a" Embedment

ASTM D2241 (SDR 26) / D-3139

Pressure Rating 160 psi

400 L.F. 8" PVC Wastewater Pipe

LINE "A"

Ex. Pavement
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Ex. 8" WW (3' Lt)

Ex. 8" 
WW (3' L

t)
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4.0' Minimum Cover (No Profile)

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 320 LF 8" PVC WATER MAIN

Ex. 6'' Water

Abandon 

510

515

520

510

515

520

0+00 2+001+00 3+00 4+00

1 - 8" Gate Valve

Install:

E 2517902.35

N 7001838.43

Sta. 0+08.0 ~ 8" Water

(DR-14) Water Pipe

13 LF of 6" PVC C900

1 - Fire Hydrant

1 - 6" Gate Valve

1 - 8"x6" Tee

Install:

E 2517909.95

N 7001838.53

Sta. 0+15.6 ~ 8" Water

8"
 W

W

8" WATER

        Unable to Locate

Ex. CO

525

530

535

540

545

550

525

530

535

540

545

550

8" WW LINE "A"

LI
NE 

"A
"

Location and Elevation

Contractor to Field Verify

Conn. Ex. 8" WW Out (W)

Conn. Prop. 8" WW In (NE)

Construct 4.0' Dia WWMH

Remove Ex. Cleanout

E 2517832.22

N 7001776.85

Sta. 0+00.0 ~ 8" WW Line "A" 

Conn. Prop. 8" WW Out (SW)

Conn. Prop. 8" WW In (E)

Construct 4.0' Dia WWMH

E 2517905.91

N 7001831.52

Sta. 0+91.8 ~ 8" WW Line "A"

Conn. Prop. 8" WW Out (W)

Conn. Prop. 8" WW In (E)

Construct 4.0' Dia WWMH

E 2518204.13

N 7001835.25

Sta. 3+90.0 ~ 8" WW Line "A"

LINE "A"

CONSTRUCT 8" WASTEWATER MAIN

Ex. 6" Water

Cut & Plug

of Dallas

Ex. FH to the City 

Remove & Deliver

Ex. 8" WW

Cut & Plug

3
'

14
'

Built 1954

Abandon Ex. 8" & 10" WW 
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FL=536.44+/-

Ex. 12" W
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Elev. Unk

Ex. Gas Service

Elev. Unk

Ex. Gas Service

Elev. Unk

Ex. Gas Service

Prop. 
8" Wa

ter (7
' Lt)

3
'

7
'

Prop. 8" Wa
ter (7' Lt)

CAUTION ~ TELEPHONE !

Underground Telephone Cables In Area 

Contact S.B.C.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

per DWU Std. Dwg. #316

Abandon Ex. 4.0' Dia WWMH 

Ex. 6" Water

Cut & Plug

(To be Abandoned)
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Prop. 6" Water

12
" 

W
A

T
E

R

1 - 12"x8" Tee

Install:

E 2517894.33

N 7001838.33

=Sta. 0+44.7 ~ 12" Water

Sta. 0+00.0 ~ 8" Water

1 - 12" Gate Valve

Install:

E 2517894.25

N 7001848.89

Sta. 0+55.2 ~ 12" Water

Location and Elevation

Contractor to Field Verify

Connect to Ex, 12" Water

2 - 12" 45° Horiz. Bends

Install:

E 2517889.73

N 7001871.33

Sta. 0+79.4 ~ 12" Water

Ex. 12" Water

Cut & Plug

Location and Elevation

Contractor to Field Verify

Connect to Ex, 12" Water

2 - 12" 45° Horiz. Bends

Install:

E 2517891.20

N 7001795.15

Sta. 0+00.0 ~ 12" Water

Ex. 12" Water

Cut & Plug

1 - 12" Gate Valve

Install:

E 2517894.69

N 7001809.36

Sta. 0+15.7 ~ 12" Water
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Min. 4' Cover

Prop. 12" W

4'

4.0' Minimum Cover (No Profile)

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 80 LF 12" PVC WATER MAIN

1 - 8" Gate Valve

Install:

E 2517914.32

N 7001838.58

Sta. 0+20.0 ~ 8" Water
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DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q 1761

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

2021

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Point Northing Easting Elev. Description

1/
2
8
/
2
0
2
1

1:
2
1:
10
 
P

M

XXX

PID: 2952

MAPSCO: 27-Z

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

NOTES:

COD BENCHMARK 27-U-3S

 

ELEV = 494.45

COD BENCHMARK 27-U-1S

ELEV = 488.75

556.75

540.66 X-CUT

23-34S

23-34W

8" WATER & 8" WASTEWATER MAINS

FROM EASTON ROAD TO BARONNE CIRCLE

ALLEY BTWN CLARY DRIVE & NORTHWEST PARKWAY

X-CUT

CLARY

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

OF STORM SEWER INLET ON THE SOUTHEAST CORNER OF THE 

INTERSECTION OF AUDELIA RD. AND LANSHIRE DR. 

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

OF STORM SEWER INLET ON THE SOUTHEAST CORNER OF THE 

INTERSECTION OF AUDELIA RD. AND CHISWELL RD.

CP-101 7,001,974.413 2,518,401.563

CP-102 7,001,962.847 2,517,950.152

1. THE GROUND SURVEY WAS PERFORMED BY PJB SURVEYING

ON 12/04/19.  THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE SURVEY.  DESIGNED ON GRID COORDINATES.

2. CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

PAY ITEM.

3. ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.
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10223 CLARY DR.

DANIEL A. YOUNG

BLK 1/7079

LOT 5
10227 CLARY DR.

CATHERINE E. BECKETT

BLK 1/7079

LOT 6

10233 CLARY DR.

PAULA MCGINNES

BLK 1/7079

LOT 7

10239 CLARY DR.

ADA JO FLETCHER

BLK 1/7079

LOT 8

101233 BARONNE CIR.

SUZANNE E. MCCOMB

BLK 1/7079

LOT 9

10115 BARONNE CIR.

GARRETT JONES

ADRIANA PILAR GUERRERO &

BLK 1/7079

LOT 10

10111 BARONNE CIR.

ARDULHAMID ABDULRAHMAN

BLK 1/7079

LOT 11

            Unable to Locate

CO

Tree

34" Oak 

10218 E. NORTHWEST HWY

DTX LAKE PLAZA LLC

BLK 1/7079

LOT 12

CP#101

CLARY DR.
(50' ROW)
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Conc. Pavement

Retaining Wall Retaining WallWooden    Fence
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Ex. 8" WW @1.60% (3' Lt)

Class "B-1a" Embedment

ASTM D2241 (SDR 26) / D-3139

Pressure Rating 160 psi

195 L.F. 8" PVC Wastewater Pipe

LINE "A"

Class "B-1a" Embedment

ASTM D2241 (SDR 26) / D-3139

Pressure Rating 160 psi

94 L.F. 8" PVC Wastewater Pipe

LINE "B"

Ex. Pavement

Ex. Pavement

Cut & Plug

Ex. 10" WW @0.20% (To be Abandoned)
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4.0' Minimum Cover (No Profile)

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 539 LF 8" PVC WATER MAIN

Ex. 6'' Water

Abandon 

520 520

4+00

8" WATER

525

530

535

540

545

550

525

530

535

540

545

550

LINE "A"

CONSTRUCT 8" WASTEWATER MAIN

(to be Abandoned)
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8" WATER

1 - 8" 90° Horiz. Bend

Install:

E 2518431.38

N 7001845.04

Sta. 5+37.1 ~ 8" Water

1 - 8" 90° Horiz. Bend

Install:

E 2518429.81

N 7001970.61

Sta. 6+62.7 ~ 8" Water

8" WW LINE "A"

8
" 

W
W
 
L
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E
 
"B

"

(DR-14) Water Pipe

5 LF of 6" PVC C900

1 - Fire Hydrant

1 - 6" Gate Valve

1 - 8"x6" Tee

1 - 8" Gate Valve

Install:

E 2518563.13

N 7001972.28

Sta. 7+96.0 ~ 8" Water

3'

3
'

5
.6
'

14
.6
'

2.4'

3
'

3
'7
'

14
'

2'

Location and Elevation

Contractor to Field Verify

Connect to Ex. 6" Water

(DR-14) Water Pipe

4 LF of 6" PVC C900

20 LF of 8" PVC C900 &

2 - 6" 45° Horiz. Bends

1 - 8"x6" Reducer

1 - 8" Gate Valve

1 - 8"x8" Tee

Install:

E 2518597.29

N 7001972.70

Sta. 8+30.2 ~ 8" Water

1 - 8" Gate Valve

Install:

E 2518618.12

N 7001972.96

Sta. 8+51.0 ~ 8" Water

Location and Elevation

Contractor to Field Verify

Connect to Ex. 8" Water

2 - 8" 45° Horiz. Bends

Install:

E 2518624.75

N 7001976.05

Sta. 8+58.9 ~ 8" Water

Conn. Ex. 10" WW Out (S)

Conn. Prop. 8" WW In (N)

Const. 4.0' Dia WWMH

Remove Ex. WWMH

E 2518437.24

N 7001822.95

Sta. 0+00.0 ~ 8" WW Line "B"

Ex. 10" WW

Cut & Plug

Ex. 8" Water

Cut & Plug

Ex. 6" Water

Cut & Plug

Built 1954

Abandon Ex. 8" & 10" WW 

5+00 6+00 0+00 1+00

Conn. Prop. 8" WW Out (S)

Install Access Device

Remove Ex. WWCO

E 2518436.07

N 7001916.95

Sta. 0+94.0 ~ 8" WW Line "B"

Elev. Unk

Ex. Gas Service
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7
'

Prop. 8" Water (7' Lt)
Prop. 8" Water (Min 4.6' Lt)

CAUTION ~ TELEPHONE !

Underground Telephone Cables In Area 

Contact S.B.C.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Conn. Prop. 8" WW Out (W)

Const. 4.0' Dia WWMH

E 2518409.12

N 7001837.81

Sta. 5+95.0 ~ 8" WW Line "A"

5.6'

as needed to tie into new WW Main.

of existing services (Lot 3-Lot 8)

Adjust vertical alignment 

Note:
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DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q 1761

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

2021

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Point Northing Easting Elev. Description

1/
2
8
/
2
0
2
1

1:
3
1:
3
5
 
P

M

XXX

PID: 2949

7,001,915.215

2,515,618.862

2,515,635.724

MAPSCO: 27-Y

X-CUT

X-CUT

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

7,002,604.856

7,002,485.233 2,514,863.597 X-CUT

NOTES:

SHOREVIEW ROAD

FROM LANSHIRE DRIVE TO AUDELIA ROAD

22-33S, 23-33S

22-33W, 23-33W

COD BENCHMARK 27-U-3S

 

ELEV = 494.45

COD BENCHMARK 27-U-1S

ELEV = 488.75

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

OF STORM SEWER INLET ON THE SOUTHEAST CORNER OF THE INTERSECTION

OF AUDELIA RD. AND LANSHIRE DR.

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

OF STORM SEWER INLET ON THE SOUTHEAST CORNER OF THE INTERSECTION

OF AUDELIA RD. AND CHISWELL RD.

CP-101

CP-102

CP-103

475.91

471.14

481.65

LA
N
S
H
IR

E

1. THE GROUND SURVEY WAS PERFORMED BY PJB SURVEYING

ON 12/02/19.  THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE SURVEY.  DESIGNED ON GRID COORDINATES.

2. CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

PAY ITEM.

3. ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.

8" & 12" WATER, 8" WASTEWATER MAINS
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Ex. 10" Wastewater 
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9955 GREENFIELD 

HILARY ANN ONEAL PUCKETT TR

ONEAL LIVING TRUST

W
o
o
d
 
F
e
n
c
e

16" Tree

Conc. Walkway

CO

w/Brick Edging

24" Tree

LP

Drwy.

Conc.

9753 SHOREVIEW RD.

MEREDITH HAMPTON

TIMOTHY J. &

9747 SHOREVIEW RD.

RYAN & GRACE WOODALL

9748 SHOREVIEW RD.

MEREDITH MINTON DANIEL

JOHN LOUIS DANIEL III &

9738 SHOREVIEW RD.

ELIZABETH R. AUGHINBAUGH

DAVID BRIAN & 

9728 SHOREVIEW RD.

KADE & URMILLA MACHEN

w/Brick Planter

16" Tree

Conc. Walkway

Conc. Walkway

34" Tree

32" Tree
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WM
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Shrubs

18" Tree

Tree

22" Magnolia 
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Conc. Walkway Drwy.
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Conc. Walkway

w/Brick Planter

Myrtle

Crepe

Conc. Walkway
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9737 SHOREVIEW RD.

ELIZABETH M. MOISE

THEODORE S. & 

9733 SHOREVIEW RD.

KARL & TRACEY BERTA

9729 SHOREVIEW RD.

DAVID & TRACY TURNER

Conc. Walkway
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Ex. 8" CI Water 

w/Brick Planter

Myrtle (2)

Crepe

(50' ROW)

SHOREVIEW RD.
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8" ON 0.70%

Ex. 8" WW @0.80% 

8" WATER

4.0' Minimum Cover (No Profile)

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 430 LF 8" PVC WATER MAIN

8" WW

Ex. 8" CI Water

Abandon 

CONSTRUCT 8" WASTEWATER MAIN

Built 1958

Remove Ex. 8" WW 

Conn. Prop. 8" WW Out (E)

Conn. Prop. 8" WW In (W)

Construct 4.0' Dia WWMH

E 2515397.26

N 7002318.72

PT Sta. 2+11.1 ~ 8" WW 

Location and Elevation

Contractor to Field Verify

Connect to Ex. 8" Water

1 - 8" 45° Horiz. Bend  

Install:

E 2515710.19

N 7002341.87

Sta. 0+00.0 ~ 8" Water

8" Water at Tee

Cut & Plug Ex. 
Ex. 8" Water 

Cut & Plug 

T = 113.0'

L =223.2'

R = 576.0'

  = 22°12'00"

CURVE DATA

PROP WATER

E
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7 PC STA. 3+18.5

8" WW

Connect to Ex. 2" Galv. Water 

1 - 8"X2" Tapping Sleeve

1 - 8" Gate Valve

Install:

E 2515576.58

N 7002330.18

Sta. 1+38.2 ~ 8" Water
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460

455

450

445

440

465

470

475

480

Class "B-1a" Embedment

ASTM D2241 (SDR 26) / D-3139

Pressure Rating 160 psi

400 L.F. 8" PVC Wastewater Pipe
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470

475
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0+001+002+003+004+00
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Ex. 8" Water
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FL=464.63+/-

Ex. 60" RCP

Ex. 8" Water 

Cut & Plug 

Deliver Ex. FH 

Remove & 

(DR-14) Water Pipe

7 LF of 6" PVC C900 

1 - FH

1 - 6" Gate Valve

1 - 8"x6" Tee

1 - 8" 45° Horiz. Bend

Install:

E 2515699.40

N 7002330.95

Sta. 0+15.4 ~ 8" Water

1 - 8" Gate Valve

Install:

E 2515678.09

N 7002330.82

Sta. 0+36.7 ~ 8" Water

12" WATER

2 - 8" 45° Vert. Bends

Install:

Sta. 1+17.7 & 1+29.8 ~ 8" Water

2 - 8" 45° Vert. Bends

Install:

Sta. 0+40.0 & 0+49.9 ~ 8" Water

2 - 8" 22.5° Vert. Bends

Install:

Sta. 5+01.8 & 4+96.8 ~ 8" Water

Location and Elevation

Contractor to Field Verify

Connect to Ex. 8" Water Pipe

1 - 8"x8" Tee

Install:

E 2515524.65

N 7002329.86

Sta. 1+90.1 ~ 8" Water

(K
il
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d
 
p
e
r
 
D
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t.
)

Plug Ex. 12" Water 

Remove Ex. 12" Gate Valve.

Install 12" Blind Flange.

Location and Elevation

Contractor to Field Verify

Connect to Ex. 24" Water 

22 LF of 12" PVC Water Pipe

1 - 12"x24" Tapping Sleeve

1 - 12" Tapping Valve

1 - 12" 90° Horiz. Bend

1 - 8"x12" Reducer

1 - 8"x8" Tee

Install:

E 2515622.95

N 7002330.47

Sta. 0+91.8 ~ 8" Water STA. 0+49.9 TO STA. 1+29.8

B.O.T.O.C.

WATER PIPE - CLASS 52

INSTALL 80 LF 8" DI 

Conn. Prop. 8" WW Out (E)

Conn. Prop. 8" WW In (W)

Construct 4.0' Dia WWMH

E 2515543.69

N 7002319.63

PT Sta. 0+64.6 ~ 8" WW 

Conn. Ex. 10" WW In (E)

Conn. Ex. 15" WW Out (S)

Conn. Ex. 15" WW In (N)

Conn. Prop. 8" WW In (W)

Construct 4.0' Dia WWMH

Remove Ex. WWMH

E 2515607.98

N 7002325.38

PC Sta. 0+00.0 ~ 8" WW 

T = 32.4'

L = 64.6'

R = 346.1'

  = 10°42'4.2"
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DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q 1761

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

2021

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Point Northing Easting Elev. Description

1/
2
8
/
2
0
2
1

1:
3
2
:4

3
 
P

M

XXX

PID: 2949

7,001,915.215

2,515,618.862

2,515,635.724

MAPSCO: 27-Y

X-CUT

X-CUT

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

7,002,604.856

7,002,485.233 2,514,863.597 X-CUT

NOTES:

SHOREVIEW ROAD

FROM LANSHIRE DRIVE TO AUDELIA ROAD

22-33S, 23-33S

22-33W, 23-33W

COD BENCHMARK 27-U-3S

 

ELEV = 494.45

COD BENCHMARK 27-U-1S

ELEV = 488.75

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

OF STORM SEWER INLET ON THE SOUTHEAST CORNER OF THE INTERSECTION

OF AUDELIA RD. AND LANSHIRE DR.

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

OF STORM SEWER INLET ON THE SOUTHEAST CORNER OF THE INTERSECTION

OF AUDELIA RD. AND CHISWELL RD.

CP-101

CP-102

CP-103

475.91

471.14

481.65

LA
N
S
H
IR

E

1. THE GROUND SURVEY WAS PERFORMED BY PJB SURVEYING

ON 12/02/19.  THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE SURVEY.  DESIGNED ON GRID COORDINATES.

2. CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

PAY ITEM.

3. ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.
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XX

G

LOT 16

LOT
 15

LOT
 14

LOT 13LOT 12

LOT 11LOT 10

B
L
O

C
K
 
7
4
7
7

BLOCK 7477

LOT 1

BLOCK 7477

LOT 26A

LOT 25A

72.00' 72.00' 72.00'
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4
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8
'

11
4
.5

9
'

7
4
.4
0
'

13
0
.0

0
'

14
8
.7
3
'

15
8
.5
1'

130.40'

129.72'

14
0
.0

0
'

41.23'

13
2
.6
4
'

7
6
.8

9
'

4
6
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4
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8
6
.6

9
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8
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7
'

137.50'

Ex. 27" RCP

E
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2
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C
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x
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C
P

4.49'

7
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'

2
0
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0
'

MH

Gas

WM(2)

WM

WM WM WM
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WM

WM(2)

WM

ICV

ICV(2)

ICV

ICV

ICVICV

ICV
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~
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Shrubs

Shrubs

Shrub

A
L
L
E

Y

C
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N
C
.

FH

Carport

Ex. 8" CI Water (411Q-1761, Sh. 28)

Ex. 8' Drainage Easement

9709 SHOREVIEW RD.

MICHAEL & EMILY HERRERA

9723 SHOREVIEW RD.

JASON & LINDA HAGGARD

9634 SHOREVIEW RD.

MARIANNE ELIZABETH

GEOFFREY CHILES DICE &

PROPERTY TAX CODE

25.026 OF TEXAS

SEC.# 25.025 OR

OWNER WITHHELD PER

DALLAS, TX 75238-4239

9704 SHOREVIEW RD.

ERIC J. HOLERS

9710 SHOREVIEW RD.

BETTY WILSON

971
4 S

HOREVIE
W R

D.

HARRIE
T G

AY D
ETAR

DAN W
ILL
IAM &

971
8 S

HOREVIE
W R

D.

RODOLF
O &
 JIL
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IERRA

w/ Ivy Bedding

Shrub

9722 SHOREVIEW RD.

CHUMLEY

ANDREW D. & JULIE B. 
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(50' ROW)
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Y
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A
L
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N
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R
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W
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Drwy.

Conc.

Drwy.

Conc.
Drwy.

Conc.

Tree

8" Pecan 

24" Tree
w/Brick Planter

18" Oak Tree

Edging

w/ Planter

Crepe Myrtle

16" Pecan Tree

Walkway

Conc. & Brick

w/ Planter Edging

6" Red Bud

w/Brick Planter

18" Pecan Tree

WalkwayConc. 

Tree

Crepe Myrtle

WalkwayConc. 

30" Tree

Ex. 8' Drainage Easement

10" Tree

WalkwayConc. 

Tree

Crepe Myrtle

Tree

Crepe Myrtle

Tree

18" Pecan 

Walkway

Conc. 

Tree

18" Pecan 

D
r
w
y
.

C
o
n
c
.

Wood Fence

Gate

Wood Fence
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DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q 1761

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

2021

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377

Point Northing Easting Elev. Description

1/
2
8
/
2
0
2
1

1:
3
3
:4

5
 
P

M

XXX

PID: 2949

7,001,915.215

2,515,618.862

2,515,635.724

MAPSCO: 27-Y

X-CUT

X-CUT

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

7,002,604.856

7,002,485.233 2,514,863.597 X-CUT

NOTES:

SHOREVIEW ROAD

FROM LANSHIRE DRIVE TO AUDELIA ROAD

22-33S, 23-33S

22-33W, 23-33W

COD BENCHMARK 27-U-3S

 

ELEV = 494.45

COD BENCHMARK 27-U-1S

ELEV = 488.75

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

OF STORM SEWER INLET ON THE SOUTHEAST CORNER OF THE INTERSECTION

OF AUDELIA RD. AND LANSHIRE DR.

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

OF STORM SEWER INLET ON THE SOUTHEAST CORNER OF THE INTERSECTION

OF AUDELIA RD. AND CHISWELL RD.

CP-101

CP-102

CP-103

475.91

471.14

481.65

LA
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1. THE GROUND SURVEY WAS PERFORMED BY PJB SURVEYING

ON 12/02/19.  THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE SURVEY.  DESIGNED ON GRID COORDINATES.

2. CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

PAY ITEM.

3. ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.
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4.0' Minimum Cover (No Profile)

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 450 LF 8" PVC WATER MAIN

Ex. 8" CI Water

Abandon 

CONSTRUCT 8" WASTEWATER MAIN

Built 1958

Remove Ex. 8" WW 

8" WATER
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Sta. 10+25.0 ~ 8" WW 

1 - 8" Gate Valve

Install:
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N 7002467.14

Sta. 9+77.7 ~ 8" Water

Location and Elevation

Contractor to Filed Verify

Connect to Ex. 6" Water 

(DR-14) Water Pipe

4 LF of 6" PVC C900

20 LF of 8" PVC C900

2 - 6" 45° Horiz. Bends

1 - 8"x6" Reducer

1 - 8" Gate Valve
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Install:
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(DR-14) Water Pipe
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Pressure Rating 160 psi
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DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q 1761

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

2021

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CRIADO CRIADO

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

CAUTION ~ POWER !

Overhead Electrical Cables In Area

Contact Oncor Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377
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PID: 2949

7,001,915.215

2,515,618.862

2,515,635.724

MAPSCO: 27-Y

X-CUT

X-CUT

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD., SUITE 1001

7,002,604.856

7,002,485.233 2,514,863.597 X-CUT

NOTES:

SHOREVIEW ROAD

FROM LANSHIRE DRIVE TO AUDELIA ROAD

22-33S, 23-33S

22-33W, 23-33W

COD BENCHMARK 27-U-3S

 

ELEV = 494.45

COD BENCHMARK 27-U-1S

ELEV = 488.75

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

OF STORM SEWER INLET ON THE SOUTHEAST CORNER OF THE INTERSECTION

OF AUDELIA RD. AND LANSHIRE DR.

A STANDARD WATER DEPARTMENT BENCHMARK SET ON CONCRETE CURB

OF STORM SEWER INLET ON THE SOUTHEAST CORNER OF THE INTERSECTION

OF AUDELIA RD. AND CHISWELL RD.

CP-101

CP-102

CP-103

475.91

471.14

481.65
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1. THE GROUND SURVEY WAS PERFORMED BY PJB SURVEYING

ON 12/02/19.  THE DESIGN RELIES ON THE ASSUMPTIONS PROVIDED BY

THE SURVEY.  DESIGNED ON GRID COORDINATES.

2. CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE HYDRANTS

WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU INSPECTOR AT

LEAST 48 HOURS PRIOR TO PLACEMENT OF HYDRANT.  NO SEPARATE

PAY ITEM.

3. ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.

THE CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.
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Wrought Iron
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Crepe

ALLEY

Conc.
GUY

Shrub Wall

Ret.

ICV(2)

Ex. 8" CI Water (411Q-1761, Sh. 28)

9408 LANSHIRE DR.

MARY K. WILLIS

9411 LANSHIRE DR.

ELIZABETH GABERINO SIEG

NICHOLAS HANNAH SIEG &

9430 SHOEVIEW RD.

AMBER K. ALEXANDER

ADAM H. & 9506 SHOREVIEW RD.

ADAM J. & LAUREN ORTEGA

9512 SHOREVIEW RD.

EDWARD G. CORNELIUS

9518 SHOREVIEW RD.

MARY L.
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(50' ROW)
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Ex. 8" Wastewater (411Q-1761, Sh. 28)
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(411Q-1761, Sh. 30)

Ex. 8" CI Water 

(411Q-1761, Sh. 30)

Ex. 8" Wastewater 

30" Oak

Drwy.

Conc.

Conc. Pavement

Pavement

Conc. 
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14+0015+0016+00

Ex. Pavement
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Ex. 8" WW @11.00% 

Ex. 8" WW @7.70% 

Ex. 8" WW

4.0' Minimum Cover (No Profile)

Class "C+" Embedment

AWWA C900 (DR14)

INSTALL 276 LF 8" PVC WATER MAIN

Ex. 8" CI Water

Abandon 

CONSTRUCT 8" WASTEWATER MAIN

Built 1958

Remove Ex. 8" WW 

8" WATER

1 - 8" Gate Valve

Install:

E 2514380.31

N 7002908.28

Sta. 16+07.7 ~ 8" Water

8" WW

1 - 8" Gate Valve

Install:

E 2514338.18

N 7002949.59

Sta. 16+66.7 ~ 8" Water

Location and Elevation

Contractor to Field Verify

Connect to Ex. 8" Water

1 - 8" 45° Horiz. Bend

Install:

E 2514332.12

N 7002951.87

Sta. 16+73.7 ~ 8" Water

1 - 8" 45° Horiz. Bend

Install:

E 2514335.82

N 7002951.90

Sta. 16+70.0 ~ 8" Water

Location and Elevation

Contractor to Filed Verify

Connect to Ex. 8" Water

(DR-14) Water Pipe

14 LF 6" PVC C900

33 LF of 8" PVC C900 &

2 - 8" 45° Horiz. Bends

1 - Fire Hydrant

1 - 6" Gate Valve

1 - 8"x6" Tee

1 - 8" Gate Valve

1 - 8"x8" Tee

Install:

E 2514354.24

N 7002933.84

Sta. 16+44.2 ~ 8" Water

Location and Elevation

Contractor to Filed Verify

Connect to Ex. 8" Water

(DR-14) Water Pipe

51 LF of 8" PVC C900 

2 - 8" 45° Horiz. Bends

1 - 8" Gate Valve

1 - 8"x8" Tee

Install:

E 2514356.76

N 7002931.37

Sta. 16+40.7 ~ 8" Water

Ex. 8" Water

Cut & Plug

Ex. 8" Water

Cut & Plug

Ex. 8" Water

Cut & Plug

3.4'

7.5'

4'

6.9'

490

495

500

505

Class "B-1a" Embedment

ASTM D2241 (SDR 26) / D-3139

Pressure Rating 160 psi

212 L.F. 8" PVC Wastewater Pipe

13+0014+0015+00

of Dallas

Ex. FH to the City 

Remove & Deliver 
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Elev. Unk.

Ex. 2" Gas
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Conn. Prop. 8" WW Out (SE)

Const. 4.0' Dia WWMH

E 2514372.33

N 7002900.93

Sta. 15+12.0 ~ 8" WW 

Ex. 8" WW

Cut & Plug

8" WATER & 8" WASTEWATER MAINS
B.O.T.O.C.

Water Pipe - CLASS 52

68 LF 8" DI 

by Open Cut

Water Pipe - CLASS 52

8" DI 

by Open Cut

Water Pipe - CLASS 52

8" DI 

FL= 468.36+/-

Ex. 15" RCP

Elev. Unk.

Ex. 8" Gas
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FL= 465.74+/-

Ex. 54" RCP

FL= 464.79+/-

Ex. 60" RCP

FL= 464.90+/-

Ex. 60" RCP

FL= 456.5+/-

Ex. 24" Water

FL= 461.61+/-

Ex. 15" WW
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Ex. 8" Water

FL= 459.0+/-

Ex. Elec. Conduit
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FOR PLAN VIEW

SEE 411Q-1761, SH. 180

PROP. 8" WATER

PROJECT   LOCATION
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4.0' Minimum Cover

Class "C+" Embedment

AWWA C-900 Class 305 (DR 14)

INSTALL 297 LF 8" PVC WATER MAIN

EXIST. 4" WATER

CUT & PLUG

8" WATER

1-8" PLUG

INSTALL:

E: 2527851.21

N: 6988197.46

STA. 2+96.63 ~ 8" WATER

PRESSURE TYPE WWMH

CONSTRUCT 5.0' DIA. 

REMOVE EXIST. 4.0' DIA. WWMH

E: 2527863.36

N: 6988064.24

STA. 00+00.00 ~ 8" WW

REHABILITATE EX.  8" WASTEWATER MAIN

CONSTRUCT WW ACCESS DEVICE

REMOVE EXIST. CLEANOUT

E: 2527852.29

N: 6988410.44

STA. 3+46.92 ~ 8" WW
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(SEE TECHNICAL SPECIFICATIONS)

PIPE USING CURED-IN-PLACE METHODS

REHABILITATE 347 L.F. OF EX. 8" CONCRETE WASTEWATER

1-8" GATE VALVE

1-8"X8" CUT IN TEE

INSTALL:

CONNECT TO EXIST. 8" WATER

E: 2527841.35

N: 6988493.36

STA. 0+00.00 ~ 8" WATER

T = 16.63'

L = 33.25'

R = 360.00'

CURVE DATA

PROP WATER

T = 16.65'

L = 33.29'

R = 360.00'

CURVE DATA

PROP WATER
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DISTRIBUTION DIVISION

EX. FLUSH POINT TO DWU 

REMOVE AND DELIVER

505

515

Built 1956

Kill Ex.  2" & 4" C.I.  Water

Ex.  8" Wastewater Built 1932
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WITH CLASS "C+" EMBEDMENT

4 LF 6" PVC C-900 (DR14 WATER)

1-FH (PER DWU STD DWG 224)

1-6" GATE VALVE

1-8"X6" TEE

INSTALL:

PLUG PROP. 8" WATER

E: 2527851.18

N: 6988200.37

STA. 2+93.72 ~ 8" WATER

Ex. 15" Storm Sewer (above 8" WW)

411Q-1754, Sh. 8

Ex. 4" C.I. Water 
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Ex. 18" RCP

Ex. 8" Wastewater 411Q 1754 Sh. 8

411Q-1754, Sh. 8

Ex. 2" C.I. Water 
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 LOT 21

 LOT 22

 LOT 27

 LOT 26

 LOT 25

 LOT 24  LOT 23
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BLK H/7404

INST.# 201300149087
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DALLAS WATER UTILITIES

CITY OF DALLAS, TEXAS

DESIGN DRAWN DATE SHEET

047

REVISIONS

REV NO. DATE DESCRIPTION BY

WATER

WASTEWATER

411Q 1754

CONTRACT NO. 20-473/474

REFERENCES

FILE NUMBER

2

1

2021

BENCHMARKS & CONTROL POINTS

0' 20' 40'

Horizontal Scale: 1" = 20'

0' 6' 12'

Vertical Scale: 1" = 6'

CAUTION ~ FIBER OPTIC !

Underground Fiber Optic Cables In Area 

Contact Fiber Optic Co.  Two Working 

Days Prior To Constuction.

Tele:  1-800-344-8377

CAUTION ~ GAS !

Underground Gas Main In Area 

Contact ATMOS Energy Corp.  Two Working 

Days Prior To Construction.

Tele:  1-800-344-8377/1-800-545-6005

JAN.
BBI BBI

PID: 4779

BENCHMARK

ELEV=433.33

BENCHMARK

ELEV=416.81

2

2527868.71 MAG NAIL

MAG NAIL

MAPSCO: 38-Q

30-37W

30-37S

8" WATER & 8" WASTEWATER

N.T.S.

6988456.16 2527827.29

520.35

526.94

972.644.2800 | BinkleyBarfield.com

Binkley & Barfield, Inc. | TxEng F-257

1801 Gateway Blvd, Ste 101, Richardson, TX 75080

MILLMAR DR TO END OF CUL-DE-SAC

LINGO LN

1 6988244.94

BM COD: SQUARE CUT ON CONCRETE CURB OF STORM SEWER DROP INLET 

ON THE SOUTHEAST CORNER OF HILLGLEN DR AND FERGUSON RD.  

LOCATION

PROJECT

HIGHWOOD DR
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E

HEALEY DR
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O
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E
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R

HILLGLENN RD

LARRY DR

MATERHORN DR

F
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R
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U
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 R

D

MILLMAR DR

MILLMAR CIR

COWBERRY DR

P
E
A
V
Y
 R

D

C
O

L
D

W
A
T
E

R
 C
IR

KILTARTAN DR

PEAVY CIR

CLARKSDALE DR

PROVINCE LN

PEAVY PL

Firm No. F-4373

Tel 972.392.9092

DALLAS, TX 75244

4100 SPRING VALLEY RD, SUITE 1001

NOTES:

1.

2.

3. ALL EXISTING UTILITY INFORMATION SHOWN IS APPROXIMATE.  THE 

CONTRACTOR SHALL FIELD VERIFY THE LOCATIONS OF ALL 

EXISTING UTILITIES PRIOR TO ANY WORK BEGINNING AND CONTACT 

THE ENGINEER IF ANY UTILITY CONFLICTS ARISE.

CONTRACTOR TO COORDINATE ACTUAL LOCATION OF FIRE 

HYDRANTS WITH DIRECTLY AFFECTED CITIZEN(S) AND WITH DWU 

INSPECTOR AT LEAST 48 HOURS PRIOR TO REPLACEMENT OF 

THE HYDRANT.  NO SEPARATE PAY ITEM.

BM COD: SQUARE CUT ON CONCRETE CURB AT MIDPOINT ON THE 

SOUTHWEST CORNER OF HEALEY DR.  AND LARRY DR.  

THE GROUND SURVEY WAS PERFORMED BY PJB SURVEYING ON 

12/17/19.   DESIGN RELIES ON THE INFORMATION PROVIDED BY THE 

SURVEYOR.
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 5.00%

(APPROX.)

EX. 2" GAS

(APPROX.)

EX. 2" GAS

(APPROX.)

EX. 2" GAS

(APPROX.)

SERVICE

EX. WATER 

(APPROX.)

SERVICE

EX. WATER 

(APPROX.)

SERVICE

EX. WATER 

(APPROX.)

SERVICE

EX. WATER 




